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SECTION 011000 - SUMMARY

PART 1 - GENERAL

RELATED DOCUMENTS

Drawings and general provisions of the Contract, including General and
Supplementary Conditions and other Division 01 Specification Sections, apply to this
Section.

SUMMARY
Section Includes:

Project information.

Work covered by Contract Documents.
Access to site.

Coordination with occupants.

Work restrictions.

Specification and drawing conventions.

ARSI

Related Requirements:

1. Section 015000 "Temporary Facilities and Controls" for limitations and procedures
governing temporary use of Owner's facilities.

PROJECT INFORMATION

Project Identification: Lynchburg City Schools — E. C. Glass High School Reroofing.

1. Project Location: 2111 Memorial Avenue, Lynchburg, Virginia, 24501.

Owner: Lynchburg City Schools.

1. Owner's Representative: Rick Thompson.

Architect: Dominion Seven Architects, 1000 Jefferson Streetf, Suite 2A, Lynchburg,
Virginia, 24504.
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WORK COVERED BY CONTRACT DOCUMENTS
The Work of Project is defined by the Contract Documents and consists of the following:

1. The Scope of Work includes the removal of approximately 484 squares of existing
built-up roof with a spray foam roof installed over the built-up roof. A new fully
adhered TPO roof and rigid insulation will be installed. There is an Alternate for an
additional 122 squares of existing built-up roofing with a spray foam roof over the
built-up roof to be replaced with new rigid insulation and a fully adhered TPO
roofing system.

Type of Contract:

1. Project will be constructed under a single prime contract.

ACCESS TO SITE

General: Confractor shall have limited use of Project site for construction operations as
indicated on Drawings by the Contract limits and as indicated by requirements of this
Section.

Use of Site: Limit use of Project site to work in areas indicated. Do not disturb portions of
Project site beyond areas in which the Work is indicated.

1. Limits: Confine construction operations to roof areas shown on drawings.

2. Driveways, Walkways and Entrances: Keep driveways, parking lots and loading
areas, and entrances serving premises clear and available to Owner, Owner's
employees, and emergency vehicles at all times. Do not use these areas for
parking or storage of materials.

a. Schedule deliveries to minimize use of driveways and entfrances by
construction operations.

b. Schedule deliveries to minimize space and time requirements for storage of
materials and equipment on-site.

Condition of Existing Building: Maintain portions of existing building affected by
construction operations in a weathertight condition throughout construction period.
Repair damage caused by construction operations.

COORDINATION WITH OCCUPANTS

Full Owner Occupancy: Owner will occupy site and existing building during entire
construction period. Cooperate with Owner during construction operations to minimize
conflicts and facilitate Owner usage. Perform the Work so as not to interfere with
Owner's day-to-day operations. Maintain existing exits unless otherwise indicated.
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1. Maintain access to existing walkways, corridors, and other adjacent occupied or
used facilities. Do not close or obstruct walkways, corridors, or other occupied or
used facilities without written permission from Owner and approval of authorities
having jurisdiction.

2. Notify Owner not less than 72 hours in advance of activities that will affect
Owner's operations.

The Project Schedule consists of the following:

1. Date that Contractor can begin work: Upon Notice To Proceed (On or
about June 8, 2015.)

2. Substantial Completion on or before: August 7, 2015.

3 Final Completion on or before: August 21, 2015.

WORK RESTRICTIONS
Work Restrictions, General: Comply with restrictions on construction operations.

1. Comply with limitations on use of public streets and with other requirements of
authorities having jurisdiction.

On-Site Work Hours: Limit work in the existing building to normal business working hours
of 7:.00 a.m. to 7:00 p.m., Monday through Friday, unless otherwise indicated or unless
prior approval by the Owner is granted.

1. Weekend Hours: 2:00 a.m. to 5:00 p.m. on Saturday.
2. No work on Sunday.

The Conftractor is to provide direct access to the roof from the exterior of the building at
all fimes throughout the course of the project.

Existing Ufility Interruptions: Do not interrupt utilities serving facilities occupied by Owner
or others unless permitted under the following conditions and then only after providing
temporary utility services according to requirements indicated:

1. Notify Owner noft less than two days in advance of proposed utility interruptions.
2. Obtain Owner's written permission before proceeding with utility interruptions.

Noise, Vibration, and Odors: Coordinate operations that may result in high levels of
noise and vibration, odors, or other disruption to Owner occupancy with Owner.

1. Nofify Owner not less than two days in advance of proposed disruptive
operations.

2. Obtain Owner's written permission before proceeding with disruptive operations.

3. Notify Owner not less than 48 hours in advance when rooftop mechanical units

need to be shut down or changed to run on return air only (fresh air intakes

closed.)

Tobacco Free Building and Site. The use of tobacco products on a public school site is
a violation of state law. Repeat offenders will be removed from the job site.
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Appropriate Dress: Workers shall be properly dressed at all fimes. This includes the
wearing of shirts and pants worn properly (pulled up to the waist).

Interaction with Staff and Students: Construction Workers will not have any interaction
with the staff or students. Offenders will be removed from the site by security personnel
and will not be able to return to the site during the course of the Project.

Employee Identification: Owner will provide identification tags for Contractor personnel
working on Project site. Require personnel to use identification tags at all times.

Employee Screening: Comply with Owner's requirements for drug and background
screening of Contractor personnel working on Project site.

1. Maintain list of approved screened personnel with Owner's representative.

SPECIFICATION AND DRAWING CONVENTIONS

Specification Content: The Specifications use certain conventions for the style of
language and the intfended meaning of certain terms, words, and phrases when used
in particular situations. These conventions are as follows:

1. Imperative mood and streamlined language are generally used in the
Specifications. The words "shall," "shall be," or "shall comply with," depending on
the context, are implied where a colon (:) is used within a sentence or phrase.

2. Specification requirements are to be performed by Contractor unless specifically
stated otherwise.

Division 01 General Requirements: Requirements of Sections in Division 01 apply to the
Work of all Sections in the Specifications.

Drawing Coordination: Requirements for materials and products identified on Drawings
are described in detail in the Specifications. One or more of the following are used on
Drawings to identify materials and products:

1. Terminology: Materials and products are identified by the typical generic terms
used in the individual Specifications Sections.

2. Abbreviations: Materials and products are identified by abbreviations published
as part of the U.S. National CAD Standard] [and] [scheduled on Drawings.
3. Keynoting:  Materials and products are identified by reference keynotes

referencing Specification Section numbers found in this Project Manual.

Contract Document Inconsistencies: In the event of inconsistencies, discrepancies,
omissions, ambiguities or conflicts within or between parts of the Confract Documents
or between the Contfract Documents and applicable standards, codes, rules,
regulations and ordinances, the Contractor will be bound by the more restrictive
requirement and or will be bound to provide the more expensive or better quality
materials or equipment.
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PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION (Noft Used)

END OF SECTION 011000
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SECTION 012100 - ALLOWANCES

PART 1 - GENERAL

RELATED DOCUMENTS

Drawings and general provisions of the Contract, including General and

Supplementary Conditions and other Division 01 Specification Sections, apply to this

Section.

SUMMARY

Section includes administrative and procedural requirements governing allowances.

1. Certain items are specified in the Contract Documents by allowances.
Allowances have been established in lieu of additional requirements and to defer
selection of actual materials and equipment to a later date when direction will
be provided to Contractor. If necessary, additional requirements will be issued by
Change Order.

Types of allowances include the following:

1. Quantity allowances.

Related Requirements:

1. Section 012200 "Unit Prices" for procedures for using unit prices.

2. Division 2 through 9 Sections for items of Work covered by Allowances.

ACTION SUBMITTALS

Submit proposals for purchase of products or systems included in allowances, in the
form specified for Change Orders.

Submit invoices or delivery slips to show actual quantities of materials delivered to the
site for use in fulfilment of each allowance.

Coordinate and process submittals for allowance items in same manner as for other
portions of the Work.

COORDINATION

Coordinate allowance items with other portions of the Work. Furnish templates as
required to coordinate installation.

012100 ALLOWANCES - 1
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QUANTITY ALLOWANCES

Allowance shall include cost to Contractor of specific products and materials ordered
by Owner or selected by Architect under allowance and shall include taxes, freight,
and delivery to Project site.

Unless otherwise indicated, Contractor's costs for receiving and handling at Project site,
labor, installation, overhead and profit, and similar costs related to products and
materials under allowance shall be included as part of the Confract Sum and not part
of the allowance.

Unused Materials:  Return unused materials purchased under an allowance to
manufacturer or supplier for credit to Owner, after installation has been completed and
accepted.

1. If requested by Architect, retain and prepare unused material for storage by
Owner. Deliver unused material to Owner's storage space as directed.

ADJUSTMENT OF ALLOWANCES

Allowance Adjustment: To adjust allowance amounts, prepare a Change Order
proposal based on the difference between purchase amount and the allowance,
multiplied by final measurement of work-in-place where applicable. If applicable,
include reasonable allowances for cutting losses, tolerances, mixing wastes, normal
product imperfections, and similar margins.

1. Owner reserves the right fo establish the quantity of work-in-place by
independent quantity survey, measure, or count.

PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION

3.1

3.2

A.

EXAMINATION

Examine products covered by an allowance promptly on delivery for damage or
defects. Return damaged or defective products to manufacturer for replacement.

PREPARATION
Coordinate materials and their installation for each allowance with related materials

and installations to ensure that each allowance item is completely integrated and
interfaced with related work.

012100 ALLOWANCES - 2
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3.3 SCHEDULE OF ALLOWANCES

A. Allowance No. 1: Quantity Allowance: Include 50 board feet of damaged wood
blocking and replacement with new wood blocking to match existing.

1. Coordinate quantity allowance adjustment with unit-price requirements in

Section 012200 "Unit Prices."

END OF SECTION 012100
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SECTION 012200 - UNIT PRICES

PART 1 - GENERAL

RELATED DOCUMENTS

Drawings and general provisions of the Contract, including General and
Supplementary Conditions and other Division 01 Specification Sections, apply to this
Section.

SUMMARY

Section includes administrative and procedural requirements for unit prices.

Related Requirements:

1. General Conditions for procedures for submitting and handling Change Orders.

DEFINITIONS

Unit price is a price per unit of measurement for materials, equipment, or services, or a
portion of the Work, added to or deducted from the Contract Sum by appropriate
modification, if the scope of Work or estimated quantities of Work required by the
Contract Documents are increased or decreased.

PROCEDURES

Unit prices include all necessary material, plus cost for delivery, installation, insurance,
applicable taxes, overhead, and profit.

Measurement and Payment: See individual Specification Sections for work that requires
establishment of unit prices. Methods of measurement and payment for unit prices are
specified in those Sections.

Owner reserves the right to reject Contractor's measurement of work-in-place that
involves use of established unit prices and to have this work measured, at Owner's
expense, by an independent surveyor acceptable to Contfractor.

List of Unit Prices: A schedule of unit prices is included in Part 3. Specification Sections

referenced in the schedule contain requirements for materials described under each
unit price.
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PART 2 - PRODUCTS (Not Used)
PART 3 - EXECUTION

3.1 SCHEDULE OF UNIT PRICES

A. Unit Price 1: Provide new pressure treated 2 x 6 blocking to replace damaged blocking
that is scheduled to remain in place. The unit price shall include the removal of the
existing wood blocking.

1. Unit of Measurement: Board foot of freated wood blocking.
B. Unit Price 2: Provide new concrete roof deck to replace damaged concrete roof deck

that is scheduled to remain in place. The unit price shall include the removal of the
existing gypsum plank roof deck.

1. Unit of Measurement: Square foot of concrete roof deck.

END OF SECTION 012200
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SECTION 012300 - ALTERNATES

PART 1 - GENERAL

RELATED DOCUMENTS

Drawings and general provisions of the Contract, including General and
Supplementary Conditions and other Division 01 Specification Sections, apply to this
Section.

SUMMARY

Section includes administrative and procedural requirements for alternates.

DEFINITIONS

Alternate: An amount proposed by bidders and stated on the Bid Form for certain work
defined in the bidding requirements that may be added to or deducted from the base
bid amount if Owner decides to accept a corresponding change either in the amount
of construction to be completed or in the products, materials, equipment, systems, or
installation methods described in the Contract Documents.

1. Alternates described in this Section are part of the Work only if enumerated in the
Agreement.

2. The cost or credit for each alternate is the net addition to or deduction from the
Contract Sum to incorporate alternate into the Work. No other adjustments are
made to the Contract Sum.

PROCEDURES

Coordination: Revise or adjust affected adjacent work as necessary to completely
infegrate work of the alternate into Project.

1. Include as part of each alternate, miscellaneous devices, accessory objects, and
similar items incidental to or required for a complete installation whether or not
indicated as part of alternate.

Notification: Immediately following award of the Confract, notify each party involved,
in writing, of the status of each alternate. Indicate if alternates have been accepted,
rejected, or deferred for later consideration. Include a complete description of
negotiated revisions to alternates.

Execute accepted alternates under the same conditions as other work of the Contract.
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D. Schedule: A schedule of alternates is included at the end of this Section. Specification
Sections referenced in schedule contain requirements for materials necessary to
achieve the work described under each alternate.

PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION

3.1 SCHEDULE OF ALTERNATES

A. Alternate No. 1.

1. Remove approximately 122 squares of existing ballasted spray foam roof over
built up roof and install new rigid insulation and a fully adhered TPO membrane
roof system for the areas designated on the drawings.

END OF SECTION 012300

012300 ALTERNATES - 2



LYNCHBURG CITY SCHOOLS
E. C. GLASS HIGH SCHOOL REROOFING
DECEMBER 2, 2014

SECTION 012500 - SUBSTITUTION PROCEDURES

PART 1 - GENERAL

RELATED DOCUMENTS

Drawings and general provisions of the Contract, including General and
Supplementary Conditions and other Division 01 Specification Sections, apply to this
Section.

SUMMARY

Section includes administrative and procedural requirements for substitutions.

Related Requirements:

1. Section 012100 "Allowances" for products selected under an allowance.

DEFINITIONS

Substitutions: Changes in products, materials, equipment, and methods of construction
from those required by the Contract Documents and proposed by Contractor.

1. Substitutions for Cause: Changes proposed by Contractor that are required due
to changed Project conditions, such as unavailability of product, regulatory
changes, or unavailability of required warranty terms.

2. Substitutions for Convenience: Changes proposed by Contractor or Owner that
are notf required in order to meet ofher Project requirements but may offer
advantage to Contractor or Owner.

ACTION SUBMITTALS

Substitution Requests: Submit three copies of each request for consideration. Identify
product or fabrication or installation method to be replaced. Include Specification
Section number and title and Drawing numbers and titles.

1. Substitution Request Form: Use form provided at the end of this section.

2. Documentation: Show compliance with requirements for substfitutions and the

following, as applicable:

a. Statement indicating why specified product or fabrication or installation
cannoft be provided, if applicable.

012500 SUBSTITUTION PROCEDURES - 1
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Coordination information, including a list of changes or revisions needed to
other parts of the Work and to construction performed by Owner and
separate contractors, that will be necessary to accommodate proposed
substitution.

Detailed comparison of significant qualities of proposed substitution with
those of the Work specified. Include annotated copy of applicable
Specification Section. Significant qualities may include attributes such as
performance, weight, size, durability, visual effect, sustainable design
characteristics, warranties, and specific features and requirements
indicated. Indicate deviations, if any, from the Work specified.

Product Data, including drawings and descriptions of products and
fabrication and installation procedures.

Samples, where applicable or requested.

Certificates and qualification data, where applicable or requested.

List of similar installations for completed projects with project names and
addresses and names and addresses of architects and owners.

Material test reports from a qualified testing agency indicating and
interpreting test results for compliance with requirements indicated.
Research reports evidencing compliance with building code in effect for
Project.

Detailed comparison of Contractor's construction schedule using proposed
substitution with products specified for the Work, including effect on the
overall Contract Time. If specified product or method of construction
cannot be provided within the Contract Time, include letter from
manufacturer, on manufacturer's letterhnead, stating date of receipt of
purchase order, lack of availability, or delays in delivery.

Cost information, including a proposal of change, if any, in the Contract
Sum.

Contractor's certification that proposed substitution complies with
requirements in the Contract Documents except as indicated in substitution
request, is compatible with related materials, and is appropriate for
applications indicated.

Contractor's waiver of rights to additional payment or time that may
subsequently become necessary because of failure of proposed
substitution to produce indicated results.

Architect's Action: If necessary, Architect will request additional information or
documentation for evaluation within seven days of receipt of a request for
substitution.  Architect will notify Contractor of acceptance or rejection of
proposed substitution within 15 days of receipt of request, or seven days of
receipt of additional information or documentation, whichever is later.

a.

b.

Forms of Acceptance: Change Order, Construction Change Directive, or
Architect's Supplemental Instructions for minor changes in the Work.

Use product specified if Architect does not issue a decision on use of a
proposed substitution within fime allocated.

012500 SUBSTITUTION PROCEDURES - 2
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QUALITY ASSURANCE

Compatibility of Substitutions: Investigate and document compatibility of proposed
substitution with related products and materials. Engage a qualified testing agency to
perform compatibility tests recommended by manufacturers.

PROCEDURES

Coordination: Revise or adjust affected work as necessary to integrate work of the
approved substitutions.

PART 2 - PRODUCTS

2.1

A.

SUBSTITUTIONS

Substitutions for Cause: Submit requests for substitution immediately on discovery of
need for change, but noft later than 15 days prior to tfime required for preparation and
review of related submittals.

1. Conditions:  Architect will consider Contractor's request for substitution when the
following conditions are satisfied. If the following conditions are not satisfied,
Architect will return requests without action, except to record noncompliance
with these requirements:

a. Requested substitution is consistent with the Contract Documents and will
produce indicated results.
b. Substitution request is fully documented and properly submitted.

C. Requested substitution will not adversely affect Contractor's construction
schedule.

d. Requested substitution has received necessary approvals of authorities
having jurisdiction.

e. Requested substitution is compatible with other portions of the Work.

f. Requested substitution has been coordinated with other portions of the
Work.

g. Requested substitution provides specified warranty.

h. If requested substitution involves more than one confractor, requested

substitution has been coordinated with other portions of the Work, is uniform
and consistent, is compatible with other products, and is acceptable to all
contractors involved.

Substitutions for Convenience: Not allowed.
Substitutions for Convenience: Architect will consider requests for substitution if

received within 14 days affer the Noftice to Proceed. Requests received after that time
may be considered or rejected at discretion of Architect.

012500 SUBSTITUTION PROCEDURES - 3
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1. Conditions: Architect will consider Contractor's request for substitution when the
following conditions are safisfied. If the following conditions are not satisfied,
Architect will return requests without action, except to record noncompliance
with these requirements:

a.

Requested substitution offers Owner a substantial advantage in cost, time,
energy conservation, or other considerations, after deducting additional
responsibilities Owner must assume. Owner's additional responsibilities may
include compensation to Architect for redesign and evaluation services,
increased cost of other construction by Owner, and similar considerations.
Requested substitution does not require extensive revisions to the Confract
Documents.

Requested substitution is consistent with the Contract Documents and will
produce indicated results.

Substitution request is fully documented and properly submitted.

Requested substitution will not adversely affect Contractor's construction
schedule.

Requested substitution has received necessary approvals of authorities
having jurisdiction.

Requested substitution is compatible with other portions of the Work.
Requested substitution has been coordinated with other portions of the
Work.

Requested substitution provides specified warranty.

If requested substitution involves more than one confractor, requested
substitution has been coordinated with other portions of the Work, is uniform
and consistent, is compatible with other products, and is acceptable to all
contractors involved.

PART 3 - EXECUTION (Not Used)
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SUBSTITUTION REQUEST FORM

Contractor requests for substitutions will be considered upon receipt of this completed Substitution Request Form and all
required supporting documentation. Substitutions made without completion of this form shall be returned to the Contrac-
for.

PROJECT: SUBSTITUTION REQUEST NO.:
DATE:

TO CONTRACTOR:

Section Number: Page: Paragraph: Description:
The undersigned request consideration of the following:

PROPOSED SUBSTITUTION:

Attached data includes product description, specifications, drawings, photographs, performance and test data ade-
quate for evaluation of the request: applicable portions of the data are clearly identified. Attached data also includes
a descriptfion of changes to the Contract Documents that the proposed substitution will require for its proper installation.

The undersigned certifies that the following paragraphs, unless modified by attachments, are correct:

1. The proposed substitution does not affect dimensions shown on Drawings.

2. The undersigned will pay for changes to the building design, including engineering design, detailing, and construc-
fion costs caused by the requested substitution.

3. The proposed substitution will have no adverse effect on other trades, the construction schedule, or specified war-
ranty requirements.

4,  Maintenance and service parts will be locally available for the proposed substitution.

The undersigned further states that the function, appearance, and quality of the proposed substitution are equivalent or
superior fo the specified item.

Subcontractor Approvail: Contractor Approval:
Firm: Firm:

Address: Address:

Signature: Signature:

Date: Date:
Architect/Engineer: Owner Approval:

[ No Exceptions Taken
[J submit Specified Item
[J Furnish as Corrected
[J Revise and Resubmit

[ Rejected

Signature: Signature:

Date: Date:
END OF SECTION 012500
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SECTION 012600 - CONTRACT MODIFICATION PROCEDURES

PART 1 - GENERAL

RELATED DOCUMENTS

Drawings and general provisions of the Contract, including General and
Supplementary Conditions and other Division 01 Specification Sections, apply to this
Section.

SUMMARY

Section includes administrative and procedural requirements for handling and
processing Confract modifications.

Related Requirements:

1. Section 012500 "Substitution Procedures" for administrative procedures for
handling requests for substitutions made after the Contract award.

MINOR CHANGES IN THE WORK

Architect will issue supplemental instructions authorizing minor changes in the Work, not
involving adjustment to the Contract Sum or the Conftract Time.

PROPOSAL REQUESTS

Owner-Initiated Proposal Requests:  Architect will issue a detailed description of
proposed changes in the Work that may require adjustment to the Contract Sum or the
Contract Time. If necessary, the description will include supplemental or revised
Drawings and Specifications.

1. Proposal Requests issued by Architect are not instructions either to stop work in
progress or to execute the proposed change.

2. Within 10 days after receipt of Proposal Request, submit a quotation estimating
cost adjustments to the Contract Sum and the Confract Time necessary to
execute the change.

a. Include a list of quantities of products required or eliminated and unit costs,
with total amount of purchases and credits to be made. If requested,
furnish survey data to substantiate quantities.

b. Indicate applicable taxes, delivery charges, equipment rental, and
amounts of trade discounts.
C. Include costs of labor and supervision directly attributable to the change.

0126000 CONTRACT MODIFICATION PROCEDURES - 1
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d. Include an updated Contractor's construction schedule that indicates the
effect of the change, including, but not limited to, changes in activity
duration, start and finish times, and activity relationship. Use available total
float before requesting an extension of the Contract Time.

e. Quotation Form: Use forms acceptable to Architect.

Contractor-Initiated Proposals: If latent or changed conditions require modifications to
the Contract, Contractor may initiate a claim by submitting a request for a change to
Architect.

1. Include a statement outlining reasons for the change and the effect of the
change on the Work. Provide a complete description of the proposed change.
Indicate the effect of the proposed change on the Contract Sum and the
Contract Time.

2. Include a list of quantities of products required or eliminated and unit costs, with
total amount of purchases and credits to be made. If requested, furnish survey
data to substantiate quantities.

3. Indicate applicable taxes, delivery charges, equipment rental, and amounts of
trade discounts.

4, Include costs of labor and supervision directly attributable to the change.

5. Include an updated Confractor's construction schedule that indicates the effect

of the change, including, butf not limited to, changes in activity duration, start
and finish times, and activity relationship. Use available total float before
requesting an extension of the Contract Time.

6. Comply with requirements in Sectfion 012500 "Substitution Procedures" if the
proposed change requires substitution of one product or system for product or
system specified.

7. Proposal Request Form: Use form acceptable to Architect.

ADMINISTRATIVE CHANGE ORDERS

Allowance Adjustment: See Section 012100 "Allowances" for administrative procedures
for preparation of Change Order Proposal for adjusting the Contract Sum to reflect
actual costs of allowances.

Unit-Price Adjustment: See Section 012200 "Unit Prices" for administrative procedures for
preparafion of Change Order Proposal for adjusting the Confract Sum to reflect
measured scope of unit-price work.

CHANGE ORDER PROCEDURES

On Owner's approval of a Work Changes Proposal Request, Architect will issue a
Change Order for signatures of Owner and Confractor on AIA Document G701.
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1.7 CONSTRUCTION CHANGE DIRECTIVE
A. Construction Change Directive: Architect may issue a Construction Change Directive.
Construction Change Directive instructs Contractor to proceed with a change in the
Work, for subsequent inclusion in a Change Order.
1. Construction Change Directive contains a complete description of change in the
Work. It also designates method to be followed to determine change in the
Contract Sum or the Contract Time.

B. Documentation: Maintain detailed records on a time and material basis of work
required by the Construction Change Directive.

1. After completion of change, submit an itemized account and supporfing data
necessary to substantiate cost and fime adjustments to the Confract.
PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION (Not Used)

END OF SECTION 012600

0126000 CONTRACT MODIFICATION PROCEDURES - 3



LYNCHBURG CITY SCHOOLS
E. C. GLASS HIGH SCHOOL REROOFING
DECEMBER 2, 2014

SECTION 013100 - PROJECT MANAGEMENT AND COORDINATION

PART 1 - GENERAL

RELATED DOCUMENTS

Drawings and general provisions of the Contract, including General and
Supplementary Conditions and other Division 01 Specification Sections, apply to this
Section.

SUMMARY

Section includes administrative provisions for coordinating construction operations on
Project including, but not limited fo, the following:

General coordination procedures.
Coordination drawings.

Requests for Information (RFIs).
Project meetings.

rWOdN =

Each contractor shall parficipate in coordination requirements. Certain areas of
responsibility are assigned to a specific contractor.

Related Requirements:

1. Section 013200 "Construction Progress Documentation” for preparing and
submitting Contractor's construction schedule.

2. Section 017700 "Closeout Procedures" for coordinating closeout of the Contract.

DEFINITIONS

RFl: Request from Owner, Architect, or Contractor seeking information required by or

clarifications of the Contract Documents.

GENERAL COORDINATION PROCEDURES

Coordination: Coordinate construction operations included in different Sections of the

Specifications to ensure efficient and orderly installation of each part of the Work.

Coordinate construction operations, included in different Sections, that depend on

each other for proper installation, connection, and operation.

1. Schedule construction operations in sequence required to obtain the best results

where installation of one part of the Work depends on installation of other
components, before or after its own installation.
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2. Coordinate installation of different components to ensure maximum performance
and accessibility for required maintenance, service, and repair.

3. Make adequate provisions to accommodate items scheduled for later
installation.

Prepare memoranda for distribution to each party involved, outlining special
procedures required for coordination. Include such items as required notices, reports,
and list of aftendees at meetings.

1. Prepare similar memoranda for Owner and separate contractors if coordination
of their Work is required.

Administrafive  Procedures: Coordinate scheduling and fiming of required
administrative procedures with other construction activities to avoid conflicts and to
ensure orderly progress of the Work. Such administrative activities include, but are not
limited to, the following:

1 Preparation of Contractor's construction schedule.

2 Preparation of the schedule of values.

3. Installation and removal of temporary facilities and controls.
4, Delivery and processing of submittals.

5 Progress meetings.

6 Project closeout activities.

Conservation: Coordinate construction activities to ensure that operations are carried
out with consideration given fo conservation of energy, water, and materials.
Coordinate use of temporary utilities fo minimize waste.

1. Salvage materials and equipment involved in performance of, but not actually
incorporated into, the Work. See other Sections for disposition of salvaged
materials that are designated as Owner's property.

COORDINATION DRAWINGS

Coordination Drawings, General:  Prepare coordination drawings according to
requirements in individual Sections, and additionally where installation is not completely
shown on Shop Drawings, where limited space availability necessitates coordination, or
if coordination is required to facilitate infegration of products and materials fabricated
or installed by more than one entity.

1. Content: Project-specific information, drawn accurately o a scale large enough
to indicate and resolve conflicts. Do not base coordinafion drawings on
standard printed data. Include the following information, as applicable:

a. Use applicable Drawings as a basis for preparation of coordination

drawings. Prepare sections, elevations, and details as needed to describe
relationship of various systems and components.
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b. Coordinate the addition of trade-specific information to the coordination
drawings by multiple confractors in a sequence that best provides for
coordination of the information and resolution of conflicts between
installed components before submitting for review.

C. Indicate functional and spatial relationships of components of
architectural, structural, civil, mechanical, and electrical systems.

d. Indicate space requirements for routine maintenance and for anticipated
replacement of components during the life of the installation.

e. Indicate required installation sequences.

—h

Indicate dimensions shown on the Drawings. Specifically note dimensions
that appear to be in conflict with submitted equipment and minimum
clearance requirements. Provide alternate sketches to Architect indicating
proposed resolution of such conflicts. Minor dimension changes and
difficult installations will not be considered changes to the Contract.

Coordination Drawing Organization: Organize coordination drawings as follows:

REQUESTS FOR INFORMATION (RFls)

General: Immediately on discovery of the need for additional information or
interpretation of the Contract Documents, Contractor shall prepare and submit an RF
in the form specified.

1.

2.

Architect will return RFls submitted to Architect by other entities controlled by
Contractor with no response.

Coordinate and submit RFls in a prompt manner so as to avoid delays in
Contractor's work or work of subcontractors.

Content of the RFI: Include a detailed, legible description of item needing information
or interpretation and the following:

— S0P NO A ON

Wi

Project name.

Project number.

Date.

Name of Contractor.

Name of Architect.

RFI number, numbered sequentially.

RFI subject.

Specification Section number and title and related paragraphs, as appropriate.
Drawing number and detail references, as appropriate.

Field dimensions and conditions, as appropriate.

Contractor's suggested resolution. If Contractor's suggested resolution impacts
the Contract Time or the Contract Sum, Contractor shall state impact in the RFI.
Contractor's signature.

Attachments: Include sketches, descriptions, measurements, photos, Product
Data, Shop Drawings, coordination drawings, and other information necessary to
fully describe items needing interpretation.

a. Include dimensions, thicknesses, structural grid references, and details of
affected materials, assemblies, and attachments on attached sketches.
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RFI Forms: Software-generated form with substantially the same content as indicated
above, acceptable to Architect.

Architect's Action: Architect will review each RFl, determine action required, and
respond. Allow seven working days for Architect's response for each RFI. RFIs received
by Architect after 1:00 p.m. will be considered as received the following working day.

1. The following Contractor-generated RFls will be returned without action:
a. Requests for approval of submittals.

b. Requests for approval of substitutions.
C. Requests for coordination information already indicated in the Confract

Documents.
d. Requests for adjustments in the Contract Time or the Confract Sum.
e. Requests for interpretation of Architect's actions on submittals.
f. Incomplete RFIs or inaccurately prepared RFls.

2. Architect's action may include a request for additional information, in which case
Architect's time for response will date from time of receipt of additional
information.

3. Architect's action on RFIs that may result in a change to the Contract Time or the

Contract Sum may be eligible for Contractor to submit Change Proposal
according to Section 012600 "Contract Modification Procedures."

a. If Contractor believes the RFI response warrants change in the Contract
Time or the Confract Sum, notify Architect in writing within 7 days of receipt
of the RFl response.

RFI Log: Prepare, maintain, and submit a tabular log of RFls organized by the RFI
number. Submit log monthly and include the following item:s:

Project name.

Name and address of Contractor.

Name and address of Architect.

RFI number including RFIs that were returned without action or withdrawn.
RFI description.

Date the RFI was submitted.

Date Architect's response was received.

Noor~wh =

PROJECT MEETINGS

General: Schedule and conduct meetings and conferences at Project site unless
otherwise indicated.

1. Attendees: The Confractor’'s Project Manager should attend all meetings and
inform participants and ofhers involved, and individuals whose presence is
required, of date and time of each meeting. Notify Owner and Architect of
scheduled meeting dates and times.

2. Agenda: Prepare the meeting agenda. Distribute the agenda to all invited
attendees.
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Minutes:  Entity responsible for conducting meeting will record significant
discussions and agreements achieved. Distribute the meeting minutes to
everyone concerned, including Owner, and Architect, within three days of the
meeting.

Preconstruction Conference: Architect will schedule and conduct a preconstruction
conference before starting construction, at a fime convenient to Owner and Architect,
but no later than 7 days after execution of the Agreement.

1.
2.

Conduct the conference to review responsibilities and personnel assignments.
Attendees: Authorized representatives of Owner, Architect, and their consultants;
Contractor and its superintfendent; major subcontractors; suppliers; and other
concerned parties shall attend the conference. Participants at the conference
shall be familiar with Project and authorized to conclude matters relating to the
Work.

Agenda: Discuss items of significance that could affect progress, including the
following:

Tentative construction schedule.

Critical work sequencing and long-lead items.
Designation of key personnel and their duties.
Lines of communications.

Procedures for processing field decisions and Change Orders.
Procedures for RFls.

Procedures for processing Applications for Payment.
Distribution of the Confract Documents.
Submittal procedures.

Preparation of record documents.

Use of the premises and existing building.

Work restrictions.

Working hours.

Owner's occupancy requirements.

Responsibility for temporary facilities and conftrols.
Procedures for moisture and mold control.
Procedures for disruptions and shutdowns.
Construction waste management and recycling.
Parking availability.

Office, work, and storage areas.

Equipment deliveries and priorities.

First aid.

Security.

Progress cleaning.

XE<CTYTQTOS3T AT TSIQT00000Q

Minutes: Enfity responsible for conducting meeting will record and distribute
meeting minutes.

Progress Meetings: Conduct progress meetings at regular intervals.

1.

Coordinate dates of meetings with preparation of payment requests.
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2. Attendees: In addition to representatives of Owner and Architect, each
contractor, subcontractor, supplier, and other entity concerned with current
progress or involved in planning, coordination, or performance of future activities
shall be represented at these meetings. All participants at the meeting shall be
familiar with Project and authorized to conclude matters relating to the Work.

3. Agenda: Review and correct or approve minutes of previous progress meeting.
Review other items of significance that could affect progress. Include topics for
discussion as appropriate to status of Project.

a. Contractor's Construction Schedule: Review progress since the last
meeting. Determine whether each activity is on time, ahead of schedule,
or behind schedule, in relation to Contractor's construction schedule.
Determine how construction behind schedule will be expedited; secure
commitments from parties involved to do so. Discuss whether schedule
revisions are required to ensure that current and subsequent activities will
be completed within the Contract Time.

1) Review schedule for next period.

b. Review present and future needs of each entity present, including the

following:

1) Interface requirements.

2) Sequence of operafions.

3) Status of submittals.

4) Deliveries.

5) Off-site fabrication.

6) Access.

7) Site utilization.

8) Temporary facilities and controls.

9) Progress cleaning.

10)  Quality and work standards.

11)  Status of correction of deficient items.

12)  Field observations.

13)  Status of RFIs.

14)  Status of proposal requests.

15) Pending changes.

16)  Status of Change Orders.

17)  Pending claims and disputes.

18) Documentation of information for payment requests.
4. Minutes: Enfity responsible for conducting the meeting will record and distribute

the meeting minutes to each party present and to parties requiring information.

a.

Schedule Updating: Revise Contractor's construction schedule after each
progress meeting where revisions tfo the schedule have been made or
recognized. Issue revised schedule concurrently with the report of each
meeting.
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PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION (Noft Used)

END OF SECTION 013100
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SECTION 013200 - CONSTRUCTION PROGRESS DOCUMENTATION

PART 1 - GENERAL

RELATED DOCUMENTS

Drawings and general provisions of the Contract, including General and
Supplementary Conditions and other Division 01 Specification Sections, apply to this
Section.

SUMMARY

Section includes administrative and procedural requirements for documenting the
progress of construction during performance of the Work, including the following:

Startup construction schedule.
Contractor's construction schedule.
Construction schedule updating reports.
Daily construction reports.

Material location reports.

Site condition reports.

Special reports.

Noohkowh -~

Related Requirements:

1. Section 013300 "Submittal Procedures” for submitting schedules and reports.

INFORMATIONAL SUBMITTALS
Startup construction schedule.

1. Approval of cost-loaded, startup construction schedule will not constitute
approval of schedule of values for cost-loaded activities.

Contractor's Construction Schedule: Initial schedule, of size required to display entire
schedule for entire construction period.

1. Submit a working electronic copy of schedule, using software indicated, and
labeled to comply with requirements for submittals. Include type of schedule
(initial or updated) and date on label.

Construction Schedule Updating Reports: Submit with Applications for Payment.

Daily Construction Reports: Submit at monthly intervals.
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E. Material Location Reports: Submit at monthly intervals.
F. Site Condition Reports: Submit at time of discovery of differing conditions.

G. Special Reports: Submit at time of unusual event.

1.4 COORDINATION

A. Coordinate Conftractor's construction schedule with the schedule of values, submittal
schedule, progress reports, payment requests, and other required schedules and
reports.

1. Secure time commitments for performing critical elements of the Work from
entities involved.

2. Coordinate each consfruction activity in the network with other activities and
schedule them in proper sequence.

PART 2 - PRODUCTS

2.1 CONTRACTOR'S CONSTRUCTION SCHEDULE, GENERAL

A. Time Frame: Extend schedule from date established for commencement of the Work to
date of Final Completion.

1. Contract completion date shall not be changed by submission of a schedule that
shows an early completion date, unless specifically authorized by Change Order.

B. Activities: Treat each story or separate area as a separate numbered activity for each
main element of the Work. Comply with the following:

1. Activity Duration: Define activities so no activity is longer than 20 days, unless
specifically allowed by Architect.

2. Procurement Activities: Include procurement process activities for the following
long lead items and major items, requiring a cycle of more than 60 days, as
separate activities in schedule. Procurement cycle activities include, but are not
limited to, submittals, approvals, purchasing, fabrication, and delivery.

3. Submittal Review Time: Include review and resubmittal times indicated in
Section 013300 "Submittal Procedures" in schedule. Coordinate submittal review
times in Contractor's construction schedule with submittal schedule.

Startup and Testing Time: Include no fewer than 15 days for startup and testing.

5. Substantial Completion: Indicate completion in advance of date established for
Substantial Completion, and allow fime for Architect's administrative procedures
necessary for certification of Substantial Completion.

6. Punch List and Final Completion: Include not more than 30 days for completion
of punch list items and final completion.

>
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C. Constraints:  Include constraints and work restrictions indicated in the Contract
Documents and as follows in schedule, and show how the sequence of the Work is
affected.

1. Products Ordered in Advance: Include a separate activity for each product.
Include delivery date indicated in Section 011000 "Summary." Delivery dates
indicated stipulate the earliest possible delivery date.

2. Work Restrictions: Show the effect of the following items on the schedule:

Coordination with existing construction.
Limitations of confinued occupancies.
Uninterruptible services.

Partfial occupancy before Substantial Completion.
Use of premises restrictions.

Provisions for future construction.

Seasonal variations.

Environmental control.

SQ ™0 00UTQ

3. Work Stages: Indicate important stages of construction for each major portion of
the Work, including, but not limited to, the following:

Subcontract awards.
Submittals.
Purchases.

Mockups.
Fabrication.

Sample testing.
Deliveries.
Installation.

Tests and inspections.
Adjusting.

Curing.

Building flush-out.
Startup and placement into final use and operation.

TrATT Q00000

3

4, Construction Areas: Identify each major area of construction for each major
portion of the Work. Indicate where each construction activity within a major
area must be sequenced or integrated with other construction activities to
provide for the following:

Structural completion.

Temporary enclosure and space conditioning.
Permanent space enclosure.

Completion of mechanical installation.
Completion of electrical installation.
Substantial Completion.

"0 0000

D. Milestones: Include milestones indicated in the Contract Documents in schedule,
including, but not limited to, the Notice to Proceed, Substantial Completion, and final
completion.
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Upcoming Work Summary: Prepare summary report indicating activities scheduled to
occur or commence prior to submittal of next schedule update. Summarize the
following issues:

Unresolved issues.

Unanswered Requests for Information.

Rejected or unreturned submittals.

Notations on returned submittals.

Pending modifications affecting the Work and Contract Time.

oL =

Recovery Schedule: When periodic update indicates the Work is 30 or more calendar
days behind the current approved schedule, submit a separate recovery schedule
indicating means by which Contractor intends to regain compliance with the schedule.
Indicate changes to working hours, working days, crew sizes, and equipment required
to achieve compliance, and date by which recovery will be accomplished.

Computer Scheduling Software: Prepare schedules using current version of a program
that has been developed specifically to manage construction schedules.

STARTUP CONSTRUCTION SCHEDULE

Bar-Chart Schedule: Submit startup, horizontal, bar-chart-type construction schedule
within seven days of date established for commencement of the Work.

Preparation: Indicate each significant construction activity separately. Identify first
workday of each week with a continuous vertical line. Outline significant construction
activities for first 20 days of construction. Include skeleton diagram for the remainder of
the Work and a cash requirement prediction based on indicated activities.

CONTRACTOR'S CONSTRUCTION SCHEDULE (BAR CHART)
General: Prepare network diagrams using AON (activity-on-node) format.
Bar-Chart Schedule: Submit horizontal, bar-chart-type construction schedule.

Contract Modifications: For each proposed contract modification and concurrent with
its submission, prepare a time-impact analysis using a network fragment to demonstrate
the effect of the proposed change on the overall project schedule.

Initial Issue of Schedule: Prepare initial network diagram from a sorted activity list
indicating straight "early start-total float." Identify critical activities. Prepare tabulated
reports showing the following:

1 Contractor or subcontractor and the Work or activity.
2 Description of activity.

3. Main events of activity.

4. Immediate preceding and succeeding activities.

5 Early and late start dates.

6 Early and late finish dates.
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Activity duration in workdays.

Total float or slack time.

Average size of workforce.

Dollar value of activity (coordinated with the schedule of values).

Schedule Updating: Concurrent with making revisions to schedule, prepare tabulated
reports showing the following:

Nooh~owN -~

Identification of activities that have changed.
Changes in early and late start dafes.
Changes in early and late finish dates.
Changes in activity durations in workdays.
Changes in the critical path.

Changes in total float or slack time.

Changes in the Contract Time.

REPORTS

Daily Construction Reports: Prepare a daily construction report recording the following
information concerning events at Project site:

A

7.

8.

9.

10.
1.
12.
13.
14.
15.
16.
17.
18.

List of subcontractors at Project site.

List of separate contractors at Project site.

Approximate count of personnel at Project site.

Equipment at Project site.

Material deliveries.

High and low temperatures and general weather conditions, including presence
of rain or snow.

Accidents.

Meetings and significant decisions.

Unusual events (see special reports).

Stoppages, delays, shortages, and losses.

Meter readings and similar recordings.

Emergency procedures.

Orders and requests of authorities having jurisdiction.
Change Orders received and implemented.

Construction Change Directives received and implemented.
Services connected and disconnected.

Equipment or system tests and startups.

Substantial Completions authorized.

Material Location Reports: At monthly intervals, prepare and submit a comprehensive
list of materials delivered to and stored at Project site. List shall be cumulative, showing
materials previously reported plus items recently delivered. Include with list a statement
of progress on and delivery dates for materials or items of equipment fabricated or
stored away from Project site. Indicate the following categories for stored materials:

1.
2.

Material stored prior to previous report and remaining in storage.
Material stored prior to previous report and since removed from storage and
installed.

013200 CONSTRUCTION PROGRESS DOCUMENTATION - 5



2.5

LYNCHBURG CITY SCHOOLS
E. C. GLASS HIGH SCHOOL REROOFING
DECEMBER 2, 2014

3. Material stored following previous report and remaining in storage.

Site Condition Reports: |Immediately on discovery of a difference between site
conditions and the Contract Documents, prepare and submit a detailed report. Submit
with a Request for Information. Include a detailed description of the differing
conditions, together with recommendations for changing the Contract Documents.

SPECIAL REPORTS

General: Submit special reports directly to Owner within 2 days of an occurrence.
Distribute copies of report to parties affected by the occurrence.

Reporting Unusual Events: When an event of an unusual and significant nature occurs
at Project site, whether or not related directly to the Work, prepare and submit a
special report. List chain of events, persons participating, response by Contractor's
personnel, evaluation of results or effects, and similar pertinent information. Advise
Owner in advance when these events are known or predictable.

PART 3 - EXECUTION

3.1

A.

CONTRACTOR'S CONSTRUCTION SCHEDULE

Contractor's Construction Schedule Updating: At monthly intervals, update schedule to
reflect actual construction progress and activities. Issue schedule before each
regularly scheduled progress meeting.

1. Revise schedule immediately after each meeting or other activity where revisions
have been recognized or made. Issue updated schedule concurrently with the
report of each such meeting.

2. Include a report with updated schedule that indicates every change, including,
but not limited to, changes in logic, durations, actual starts and finishes, and
activity durations.

3. As the Work progresses, indicate final completion percentage for each activity.

Distribution: Distribute copies of approved schedule to Architect, Owner, separate
contractors, testing and inspecting agencies, and other parties identified by Contractor
with a need-to-know schedule responsibility.

1. Post copies in Project meeting rooms and temporary field offices.

2. When revisions are made, distribute updated schedules o the same parties and
post in the same locations. Delete parties from distribution when they have
completed their assigned portion of the Work and are no longer involved in
performance of construction activities.

END OF SECTION 013200
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SECTION 013300 - SUBMITTAL PROCEDURES

PART 1 - GENERAL

RELATED DOCUMENTS

Drawings and general provisions of the Contract, including General and
Supplementary Conditions and other Division 01 Specification Sections, apply to this
Section.

SUMMARY

Section includes requirements for the submittal schedule and administrative and
procedural requirements for submitting Shop Drawings, Product Data, Samples, and

other submittals.

Related Requirements:

1. Section 013200 "Construction Progress Documentation” for submitting schedules
and reports, including Contractor's construction schedule.

2. Section 017823 "Operation and Maintenance Data" for submitting operation and
maintenance manuals.

3. Section 017839 "Project Record Documents" for submitting record Drawings,

record Specifications, and record Product Data.

DEFINITIONS

Action Submittals: Written and graphic information and physical samples that require
Architect's responsive action. Action submittals are those submittals indicated in
individual Specification Sections as "action submittals."

Informational Submittals: Written and graphic information and physical samples that do
not require Architect's responsive action. Submittals may be rejected for not complying
with requirements. Informational submittals are those submittals indicated in individual
Specification Sections as "informational submittals."

File Transfer Protocol (FTP): Communications protocol that enables transfer of files to
and from another computer over a network and that serves as the basis for standard
Internet protocols. An FTP site is a portion of a network located outside of network
firewalls within which internal and external users are able to access files.

Portable Document Format (PDF): An open standard file format licensed by Adobe

Systems used for representing documents in a device-independent and display
resolution-independent fixed-layout document format.

013300 SUBMITTAL PROCEDURES - 1



LYNCHBURG CITY SCHOOLS
E. C. GLASS HIGH SCHOOL REROOFING
DECEMBER 2, 2014

ACTION SUBMITTALS

Submittal Schedule: Submit a schedule of submittals, arranged in chronological order
by dates required by construction schedule. Include time required for review, ordering,
manufacturing, fabrication, and delivery when establishing dates. Include additional
time required for making corrections or revisions to submittals noted by Architect and
additional fime for handling and reviewing submittals required by those corrections.

1.

2.

Coordinate submittal schedule with list of subcontracts, the schedule of values,
and Contractor's construction schedule.

Initial Submittal: Submit concurrently with startup construction schedule. Include
submittals required during the first 60 days of construction. List those submittals
required to maintain orderly progress of the Work and those required early
because of long lead time for manufacture or fabrication.

Final Submittal:  Submit concurrently with the first complete submittal of
Contractor's construction schedule.

a. Submit revised submittal schedule to reflect changes in current status and
timing for submittals.

Format: Arrange the following information in a tabular format:

Scheduled date for first submittal.

Specification Section number and fitle.

Submittal category: Action; informational.

Name of subcontractor.

Description of the Work covered.

Scheduled date for Architect's final release or approval.
Scheduled date of fabrication.

Scheduled dates for purchasing.

Scheduled dates for installation.

Activity or event number.

TTTQ@T0000TQ

SUBMITTAL ADMINISTRATIVE REQUIREMENTS

Coordination: Coordinate preparation and processing of submittals with performance
of construction activities.

1.

2.

Coordinate each submittal with fabrication, purchasing, testing, delivery, other
submittals, and related activities that require sequential activity.

Submit all submittal items required for each Specification Section concurrently
unless partial submittals for portions of the Work are indicated on approved
submittal schedule.

Submit action submittals and informational submittals required by the same
Specification Section as separate packages under separate tfransmittals.
Coordinate transmittal of different types of submittals for related parts of the Work
so processing will not be delayed because of need to review submittals
concurrently for coordination.
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a. Architect reserves the right to withhold action on a submittal requiring
coordination with other submittals until related submittals are received.

Processing Time: Allow time for submittal review, including time for resubmittals, as
follows. Time for review shall commence on Architect's receipt of submittal. No
extension of the Contract Time will be authorized because of failure to tfransmit
submittals enough in advance of the Work to permit processing, including resubmittals.

1.

wN

Initial Review: Allow 14 days for initial review of each submittal. Allow additional
time if coordination with subsequent submittals is required. Architect will advise
Contractor when a submittal being processed must be delayed for coordination.

Resubmittal Review: Allow 14 days for review of each resubmittal.

Sequential Review: Where sequentfial review of submittals by Architect's
consultants, Owner, or other parties is indicated, allow 21 days for initial review of
each submittal.

Paper Submittals: Place a permanent label or title block on each submittal item for
identification.

1.

2.

Indicate name of firm or entity that prepared each submittal on label or title
block.

Provide a space approximately 4 by 5 inches on label or beside ftitle block to
record Confractor's review and approval markings and action taken by
Architect.

Include the following information for processing and recording action taken:

Project name.

Date.

Name of Architect.

Name of Construction Manager.

Name of Confractor.

Name of subcontractor.

Name of supplier.

Name of manufacturer.

Submittal number or other unique identifier, including revision identifier.

~“F@Tea0T0

1) Submittal number shall use Specification Section number followed by
a decimal point and then a sequential number (e.g., 061000.01).
Resubmittals shall include an alphabetic suffix after another decimal
point (e.g., 061000.01.A).

J- Number and title of appropriate Specification Section.

k. Drawing number and detail references, as appropriate.

l. Location(s) where product is to be installed, as appropriate.
m.  Other necessary identification.

Additional Paper Copies: Unless additional copies are required for final submittal,

and unless Architect observes noncompliance with provisions in the Contract
Documents, initial submittal may serve as final submittal.
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5. Transmittal for Paper Submittals:  Assemble each submittal individually and
appropriately for transmittal and handling. Transmit each submittal using a
tfransmittal form. Architect will discard submittals received from sources other
than Contractor.

a. Transmittal Form for Paper Submittals: Provide locations on form for the
following information:

1) Project name.

2) Date.

3) Destination (To:).

4) Source (From:).

5) Name and address of Architect.

6) Name of Construction Manager.

7) Name of Contractor.

8) Name of firm or entity that prepared submittal.

9) Names of subcontractor, manufacturer, and supplier.

10) Category and type of submittal.

11)  Submittal purpose and description.

12)  Specification Section number and title.

13) Specification paragraph number or drawing designation and generic
name for each of multiple items.

14)  Drawing number and detail references, as appropriate.

15)  Indication of full or partial submittal.

16)  Transmittal number, numbered consecutively.

17)  Submittal and transmittal distribution record.

18) Remarks.

19)  Signature of fransmitter.

Options: ldentify options requiring selection by Architect.

Deviations and Additional Information: On an attached separate sheet, prepared on
Contractor's letterhead, record relevant information, requests for data, revisions other
than those requested by Architect on previous submittals, and deviations from
requirements in the Confract Documents, including minor variations and limitations.
Include same identification information as related submittal.

Resubmittals: Make resubmittals in same form and number of copies as initial submittal.

1. Note date and content of previous submittal.

2. Note date and content of revision in label or title block and clearly indicate
extent of revision.

3. Resubmit submittals until they are marked with approval notation from Architect's

action stamp.
Distribution:  Furnish copies of final submittals to manufacturers, subcontractors,

suppliers, fabricators, installers, authorities having jurisdiction, and others as necessary
for performance of construction activities. Show distribution on fransmittal forms.
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Use for Construction: Retain complete copies of submittals on Project site. Use only
final action submittals that are marked with approval notation from Architect's action
stamp.

PART 2 - PRODUCTS

2.1

A.

B.

SUBMITTAL PROCEDURES

General Submittal Procedure Requirements: Prepare and submit submittals required by
individual Specification Sections. Types of submittals are indicated in individual
Specification Sections.

1. Action and Informational Submittals: Submit 4 paper copies of each submittal
unless otherwise indicated. Architect will return two copies.
2. Certificates and Cerfifications Submittals: Provide a statement that includes

signature of entity responsible for preparing cerfification.  Certificates and
certifications shall be signed by an officer or other individual authorized to sign
documents on behalf of that entity.

a. Provide a digital signature with digital certificate on electronically
submitted certificates and certifications where indicated.
b. Provide a notarized statement on original paper copy certificates and

certifications where indicated.

Product Data: Collect information info a single submittal for each element of
construction and type of product or equipment.

1. If information must be specially prepared for submittal because standard
published data are noft suitable for use, submit as Shop Drawings, not as Product
Data.

2. Mark each copy of each submittal to show which products and options are
applicable.

3. Include the following information, as applicable:

a. Manufacturer's catalog cuts.

b. Manufacturer's product specifications.

C. Standard color charts.

d. Statement of compliance with specified referenced standards.
e. Testing by recognized testing agency.

f. Application of testing agency labels and seals.

g. Notation of coordination requirements.

h. Availability and delivery time information.

4. For equipment, include the following in addition to the above, as applicable:
a. Wiring diagrams showing factory-installed wiring.

b. Printed performance curves.
C. Operational range diagrams.
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d. Clearances required to other construction, if not indicated on
accompanying Shop Drawings.

5. Submit Product Data before or concurrent with Samples.
6. Submit Product Data in the following format:
a. PDF electronic file.
b. Four paper copies of Product Data unless otherwise indicated. Architect

will return two copies.

Shop Drawings: Prepare Project-specific information, drawn accurately fo scale. Do
not base Shop Drawings on reproductions of the Contract Documents or standard
printed data.

1. Preparation: Fully illustrate requirements in the Contract Documents. Include the
following information, as applicable:

Identification of products.

Schedules.

Compliance with specified standards.

Notation of coordination requirements.

Notation of dimensions established by field measurement.

Relationship and attachment to adjoining construction clearly indicated.
g. Seal and signature of professional engineer if specified.

"0 0000

2. Sheet Size: Except for templates, patterns, and similar full-size drawings, submit
Shop Drawings on sheets at least 8-1/2 by 11 inches (215 by 280 mm), but no
larger than 30 by 42 inches (750 by 1067 mm).

3. Submit Shop Drawings in the following format:
Q. PDF electronic file.
b. Four opaque (bond) copies of each submittal. Architect will return two
copies.

Samples: Submit Samples for review of kind, color, pattern, and texture for a check of
these characteristics with other elements and for a comparison of these characteristics
between submittal and actual component as delivered and installed.

1. Transmit Samples that contain multiple, related components such as accessories
together in one submittal package.

2. Identification: Attach label on unexposed side of Samples that includes the
following:

Generic description of Sample.

Product name and name of manufacturer.

Sample source.

Number and title of applicable Specification Section.
Specification paragraph number and generic name of each item.

o000
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For projects where electronic submittals are required, provide corresponding
electronic submittal of Sample transmittal, digital image file illustrating Sample
characteristics, and identification information for record.

Disposition:  Maintain sets of approved Samples at Project site, available for
quality-control comparisons throughout the course of construction activity.
Sample sets may be used to determine final acceptance of construction
associated with each set.

a. Samples that may be incorporated into the Work are indicated in individual
Specification Sections. Such Samples must be in an undamaged condition
at time of use.

b. Samples not incorporated info the Work, or otherwise designated as
Owner's property, are the property of Contractor.

Samples for Initial Selection: Submit manufacturer's color charts consisting of units
or sections of units showing the full range of colors, textures, and patterns
available.

a. Number of Samples: Submit 2 full set(s) of available choices where color,
pattern, texture, or similar characteristics are required to be selected from
manufacturer's product line. Architec will return submittal with options
selected.

Samples for Verification: Submit full-size units or Samples of size indicated,
prepared from same material to be used for the Work, cured and finished in
manner specified, and physically identical with material or product proposed for
use, and that show full range of color and texture variations expected. Samples
include, but are not limited to, the following: partial sections of manufactured or
fabricated components; small cuts or containers of materials; complete units of
repetitively used materials; swatches showing color, texture, and pattern; color
range sets; and components used for independent testing and inspection.

a. Number of Samples: Submit two sets of Samples. Architect will retain
sample sets.

Product Schedule: As required in individual Specification Sections, prepare a written
summary indicating types of products required for the Work and their intended
location. Include the following information in tabular form:

1.

Type of product. Include unique identifier for each product indicated in the
Contract Documents or assigned by Contractor if none is indicated.

2. Manufacturer and product name, and model number if applicable.
3. Number and name of room or space.
4, Location within room or space.
5. Submit product schedule in the following format:
a. PDF electronic file.
b. Two paper copies of product schedule or list unless otherwise indicated.
Coordination Drawing Submittals: Comply with requirements specified in

Section 013100 "Project Management and Coordination.”
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Contractor's Construction Schedule: Comply with requirements specified in
Section 013200 "Construction Progress Documentation."

Closeout Submittals and Maintenance Material Submittals: Comply with requirements
specified in Section 017700 "Closeout Procedures."

Maintenance Data: Comply with requirements specified in Section 017823 "Operation
and Maintenance Data."

Qualification Data: Prepare written information that demonstrates capabilities and
experience of firm or person. Include lists of completed projects with project names
and addresses, contact information of architects and owners, and other information
specified.

Welding Certificates: Prepare written certification that welding procedures and
personnel comply with requirements in the Contract Documents. Submit record of
Welding Procedure Specification and Procedure Qualification Record on AWS forms.
Include names of firms and personnel certified.

Installer Certificates: Submit written statements on manufacturer's letterhead certifying
that Installer complies with requirements in the Contract Documents and, where
required, is authorized by manufacturer for this specific Project.

Manufacturer Certificates: Submit written statements on manufacturer's letterhead
certifying that manufacturer complies with requirements in the Contract Documents.
Include evidence of manufacturing experience where required.

Product Certificates: Submit written statements on manufacturer's letterhead certifying
that product complies with requirements in the Contract Documents.

Material Certificates: Submit written statements on manufacturer's letterhead certifying
that material complies with requirements in the Contract Documents.

Material Test Reports: Submit reports written by a qualified testing agency, on testing
agency's standard form, indicating and interpreting test results of material for
compliance with requirements in the Contract Documents.

Product Test Reports: Submit written reports indicating that current product produced
by manufacturer complies with requirements in the Contract Documents. Base reports
on evaluation of tests performed by manufacturer and witnessed by a qualified testing
agency, or on comprehensive tests performed by a qualified testing agency.

Research Reports:  Submit written evidence, from a model code organization
acceptable to authorities having jurisdiction, that product complies with building code
in effect for Project. Include the following information:

Name of evaluation organization.
Date of evaluation.

Time period when report is in effect.
Product and manufacturers' names.
Description of product.

orwdN -
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6. Test procedures and results.
7. Limitations of use.

Preconstruction Test Reports: Submit reports written by a qualified testing agency, on
testing agency's standard form, indicating and interpreting results of tests performed
before installation of product, for compliance with performance requirements in the
Contract Documents.

Compatibility Test Reports: Submit reports written by a qualified testing agency, on
testing agency's standard form, indicating and interpreting results of compatibility fests
performed before installation of product. Include written recommendations for primers
and substrate preparation needed for adhesion.

Field Test Reports: Submit written reports indicating and interpreting results of field tests
performed either during installation of product or after product is installed in its final
location, for compliance with requirements in the Contract Documents.

Design Data: Prepare and submit written and graphic information, including, but not
limited to, performance and design criteria, list of applicable codes and regulations,
and calculations.  Include list of assumptions and other performance and design
criteria and a summary of loads. Include load diagrams if applicable. Provide name
and version of software, if any, used for calculations. Include page numbers.

DELEGATED-DESIGN SERVICES

Performance and Design Criteria: Where professional design services or certifications
by a design professional are specifically required of Confractor by the Contract
Documents, provide products and systems complying with specific performance and
design criteria indicated.

1. If criteria indicated are not sufficient to perform services or certification required,
submit a written request for additional information to Architect.

PART 3 - EXECUTION

3.1

A.

CONTRACTOR'S REVIEW

Action and Informational Submittals: Review each submittal and check for
coordination with other Work of the Contract and for compliance with the Contract
Documents. Note corrections and field dimensions. Mark with approval stamp before
submitting to Architect.

Project Closeout and Maintenance Material Submittals:  See requirements in
Section 017700 "Closeout Procedures."
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Approval Stamp: Stamp each submittal with a uniform, approval stamp. Include
Project name and location, submittal number, Specification Section title and number,
name of reviewer, date of Contractor's approval, and statement certifying that
submifttal has been reviewed, checked, and approved for compliance with the
Contract Documents.

ARCHITECT'S ACTION

Action Submittals:  Architect will review each submittal, make marks to indicate
corrections or revisions required, and refurn it. Architect will stamp each submittal with
an action stamp and will mark stamp appropriately to indicate action.

Informational Submittals: Architect will review each submittal and will not return it, or
will return it if it does not comply with requirements. Architect will forward each
submittal to appropriate party.

Incomplete submittals are unacceptable, will be considered nonresponsive, and will be
returned for resubmittal without review.

Submittals not required by the Contract Documents may be returned by the Architect
without action.

END OF SECTION 013300
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SECTION 015000 - TEMPORARY FACILITIES AND CONTROLS

PART 1 - GENERAL

RELATED DOCUMENTS

Drawings and general provisions of the Contract, including General and
Supplementary Conditions and other Division 01 Specification Sections, apply to this
Section.

SUMMARY

Section includes requirements for femporary ufilities, support facilities, and security and
protection facilities.

Related Requirements:

1. Section 011000 "Summary" for work restrictions and limitations on utility
interruptions.
PROJECT CONDITIONS

Temporary Use of Permanent Facilities: Engage Installer of each permanent service to
assume responsibility for operation, maintenance, and protection of each permanent
service during its use as a construction facility before Owner's acceptance, regardless
of previously assigned responsibilities.

PART 2 - PRODUCTS

2.1

A.

TEMPORARY FACILITIES

Storage Trailers: Provide frailers sized, furnished, and equipped to accommodate
materials and equipment for construction operations.

1. Store combustible materials apart from building.
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PART 3 - EXECUTION

3.1

A.

3.2

3.3

INSTALLATION, GENERAL

Locate facilities where they will serve Project adequately and result in minimum
interference with performance of the Work. Relocate and modify facilities as required
by progress of the Work.

1. Locate facilities to limit site disturbance as specified in Section 011000 "Summary."
Provide each facility ready for use when needed to avoid delay. Do not remove until
facilities are no longer needed or are replaced by authorized use of completed
permanent facilities.

TEMPORARY UTILITY INSTALLATION

Water Service: Connect to Owner's existing water service facilities. Clean and
maintain water service facilities in a condition acceptable to Owner. At Substantial
Completion, restore these facilities to condition existing before initial use.

Sanitary Facilities: Provide temporary toilets, wash facilities, and drinking water for use
of construction personnel. Comply with requirements of authorities having jurisdiction
for type, number, location, operation, and maintenance of fixtures and facilities.

Isolation of Work Areas in Occupied Facilities: Prevent dust, fumes, and odors from

Electric Power Service: Connect to Owner's existing electric power service. Maintain
equipment in a condition acceptable to Owner.

Telephone Service: Provide superintendent with cellular telephone or portable two-way

radio for use when away from field office.

SUPPORT FACILITIES INSTALLATION

General: Comply with the following:

1. Maintain support facilities until Architect schedules Substantial Completion
inspection. Remove before Substantial Completfion. Personnel remaining after
Substantial Completion will be permitted to use permanent facilities, under

conditions acceptable to Owner.

Parking: Use designated areas of Owner's existing parking areas for construction
personnel.

Project Signs: Provide Project signs as indicated. Unauthorized signs are not permitted.
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Waste Disposal Facilities: Comply with requirements specified in Section 017419
"Construction Waste Management and Disposal.”

Waste Disposal Facilities: Provide waste-collection containers in sizes adequate to

handle waste from construction operations. Comply with requirements of authorities

having jurisdiction. Comply with progress cleaning requirements in Section 017300

"Execution.”

Lifts and Hoists: Provide facilities necessary for hoisting materials and personnel.

1. Truck cranes and similar devices used for hoisting materials are considered "tools
and equipment" and not temporary facilities.

SECURITY AND PROTECTION FACILITIES INSTALLATION

Protection of Existing Facilities: Profect existing vegetation, equipment, structures,

utilities, and other improvements at Project site and on adjacent properties, except

those indicated to be removed or altered. Repair damage to existing facilities.

Environmental Protection: Provide protection, operate temporary facilities, and

conduct construction as required to comply with environmental regulations and that

minimize possible air, waterway, and subsoil contamination or pollution or other

undesirable effects.

1. Comply with work restrictions specified in Section 011000 "Summary."

Tree and Plant Protection: Install temporary fencing located as indicated or outside the

drip line of trees to protect vegetation from damage from construction operations.

Protect free root systems from damage, flooding, and erosion.

MOISTURE AND MOLD CONTROL

Contractor's Moisture-Protection Plan: Avoid trapping water in finished work.

Document visible signs of mold that may appear during construction.

OPERATION, TERMINATION, AND REMOVAL

Supervision: Enforce strict discipline in use of temporary facilities. To minimize waste
and abuse, limit availability of temporary facilities to essential and infended uses.

Maintenance: Maintain facilities in good operating condifion until removal.
1. Maintain operation of temporary enclosures, heating, cooling, humidity control,
ventilation, and similar facilities on a 24-hour basis where required to achieve

indicated results and to avoid possibility of damage.

Temporary Facility Changeover: Do not change over from using temporary security
and protection facilities to permanent facilities until Substantial Completion.
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D. Termination and Removal: Remove each temporary facility when need for its service
has ended, when it has been replaced by authorized use of a permanent facility, or no
later than Substantial Completion. Complete or, if necessary, restore permanent
construction that may have been delayed because of interference with temporary
facility. Repair damaged Work, clean exposed surfaces, and replace construction that
cannoft be satisfactorily repaired.

1. Materials and facilities that constitute temporary facilities are property of
Contractor. Owner reserves right to take possession of Project identification signs.

2. At Substantial Completion, repair, renovate, and clean permanent facilities used
during construction period. Comply with final cleaning requirements specified in
Section 017700 "Closeout Procedures."

END OF SECTION 015000
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SECTION 017419 - CONSTRUCTION WASTE MANAGEMENT AND DISPOSAL

PART 1 - GENERAL

RELATED DOCUMENTS

Drawings and general provisions of the Contract, including General and
Supplementary Conditions and other Division 01 Specification Sections, apply to this
Section.

SUMMARY

Section includes administrative and procedural requirements for the following:

1. Salvaging nonhazardous demolition and construction waste.

2. Disposing of nonhazardous demolition and construction waste.

DEFINITIONS

Construction Waste: Building and site improvement materials and other solid waste
resulting from construction, remodeling, renovation, or repair operations. Construction

waste includes packaging.

Demolition Waste: Building and site improvement materials resulting from demolition or
selective demolition operations.

Disposal: Removal off-site of demolition and construction waste and subsequent sale,
reuse, or deposit in landfill or incinerator acceptable to authorities having jurisdiction.

Salvage: Recovery of demolition or construction waste and subsequent sale or reuse in
another facility.

Salvage and Reuse: Recovery of demolition or construction waste and subsequent
incorporation into the Work.

PERFORMANCE REQUIREMENTS

General: Achieve end-of-Project rates for salvage/recycling of 75 percent by weight of
total non-hazardous solid waste generated by the Work. Practice efficient waste
management in the use of materials in the course of the Work. Use all reasonable
means to divert consfruction and demolition waste from landfills and incinerators.
Facilitate salvage of materials, including the following:
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1. Demolition Waste:

Brick.

O3 7T T Q@0 Q00Q

Concrete.
Concrete reinforcing steel.

Concrete masonry units.

Wood studs.

Wood joists.

Plywood and oriented strand board.
Structural and miscellaneous steel.
Roofing.

Insulation.

Equipment.

Plumbing fixtures.

Piping.

Supports and hangers.
Mechanical equipment.

2. Construction Waste:

SQ ™0 00UTQ

Masonry and CMU.

Lumber.

Wood sheet materials.

Metals.

Roofing.

Insulation.

Piping.

Packaging: Regardless of salvage/recycle goal indicated in "General’

Paragraph above, salvage or recycle 100 percent of the following
uncontaminated packaging materials:

1)
2)
3)
4)
5)
6)
7)

Paper.

Cardboard.

Boxes.

Plastic sheet and film.
Polystyrene packaging.
Wood crates.

Plastic pails.

ACTION SUBMITTALS

Waste Management Plan: Submit plan within 30 days of date established for the

Notice of Award.

INFORMATIONAL SUBMITTALS

Waste Reduction Progress Reports: Concurrent with each Application for Payment,
submit report. Include the following information:

1. Material category.

017419 CONSTRUCTION WASTE MANAGEMENT AND DISPOSAL - 2



LYNCHBURG CITY SCHOOLS
E. C. GLASS HIGH SCHOOL REROOFING
DECEMBER 2, 2014

Generation point of waste.

Total quantity of waste in tons (fonnes).

Quantity of waste salvaged, both estimated and actual in tons (tonnes).

Quantity of waste recycled, both estimated and actual in tons (tonnes).

Total quantity of waste recovered (salvaged plus recycled) in tons (tonnes).

Total quantity of waste recovered (salvaged plus recycled) as a percentage of
total waste.

Noor~own

Waste Reduction Calculations: Before request for Substantial Completion, submit
calculated end-of-Project rates for salvage and disposal as a percentage of total
waste generated by the Work.

Records of Donations: Indicate receipt and acceptance of salvageable waste
donated to individuals and organizations. Indicate whether organization is fax exempt.

Processing Facility Records: Indicate receipt and acceptance of recyclable waste by
processing facilities licensed to accept them. Include manifests, weight ftickets,
receipts, and invoices.

Landfill and Incinerator Disposal Records: Indicate receipt and acceptance of waste
by landfills and incinerator facilities licensed to accept them. Include manifests, weight
tickets, receipts, and invoices.

WASTE MANAGEMENT PLAN

General: Develop a waste management plan according to ASTM E 1609 and
requirements in this Sectfion. Plan shall consist of waste identification, waste reduction
work plan, and cost/revenue analysis. Distinguish between demolition and construction
waste. Indicate quantities by weight or volume, but use same units of measure
throughout waste management plan.

PART 2 - PRODUCTS (Not Used)

PART 3 - EXECUTION

3.1

A.

PLAN IMPLEMENTATION

General:  Implement approved waste management plan.  Provide handling,
containers, storage, signage, fransportatfion, and other items as required to implement
waste management plan during the entire duration of the Contract.

1. Comply with operation, termination, and removal requirements in Section 015000
"Temporary Facilities and Controls."

Training: Train workers, subcontractors, and suppliers on proper waste management
procedures, as appropriate for the Work.
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1. Distribute waste management plan to everyone concerned within three days of
submittal return.

2. Distribute waste management plan to entities when they first begin work on-site.
Review plan procedures and locations established for salvage and disposal.

Site Access and Temporary Controls: Conduct waste management operations to
ensure minimum interference with roads, streets, walks, walkways, and other adjacent
occupied and used facilities.

1. Designate and label specific areas on Project site necessary for separating
materials that are to be salvaged, reused, donated, and sold.

2. Comply with Section 015000 "Temporary Facilities and Conftrols" for confrolling dust
and dirt, environmental protection, and noise conftrol.

RECYCLING DEMOLITION AND CONSTRUCTION WASTE, GENERAL

Preparation of Waste: Prepare and maintain recyclable waste materials according to
reuse facility requirements. Maintain materials free of dirt, adhesives, solvents,
petroleum contamination, and other substances.

Procedures:

1. Stockpile processed materials on-site without intermixing with other materials.

Place, grade, and shape stockpiles to drain surface water. Cover to prevent
windblown dust.

2. Stockpile materials away from construction area. Do not store within drip line of
remaining trees.

3. Store components off the ground and protect from the weather.

DISPOSAL OF WASTE

General: Except for items or materials to be salvaged, recycled, or otherwise reused,
remove waste materials from Project site and legally dispose of them in a landfill or
incinerator acceptable to authorities having jurisdiction.

1. Except as otherwise specified, do not allow waste materials that are to be
disposed of accumulate on-site.

2. Remove and transport debris in a manner that will prevent spillage on adjacent
surfaces and areas.

Burning: Do not burn waste materials.

Disposal: Remove waste materials from Owner's property and legally dispose of them.

END OF SECTION 017419
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SECTION 017700 - CLOSEOUT PROCEDURES

PART 1 - GENERAL

RELATED DOCUMENTS

Drawings and general provisions of the Contract, including General and
Supplementary Conditions and other Division 01 Specification Sections, apply to this
Section.

SUMMARY

Section includes administrative and procedural requirements for contract closeout,
including, but not limited to, the following:

Substantial Completion procedures.

Final completion procedures.
Warranties.
Final cleaning.

aobk®N -

Repair of the Work.

Related Requirements:

1. Section 017823 "Operation and Maintenance Data" for operation and
maintenance manual requirements.

2. Section 017839 "Project Record Documents" for submitting record Drawings,
record Specifications, and record Product Data.

ACTION SUBMITTALS
Contractor's List of Incomplete Items: Initial submittal at Substantial Completion.

Certified List of Incomplete Items: Final submittal at Final Completion.

MAINTENANCE MATERIAL SUBMITTALS

Schedule of Maintenance Material Items: For maintenance material submittal items
specified in other Sections.

SUBSTANTIAL COMPLETION PROCEDURES

Definitions: Substantial Completion is the date that the Work is 100% complete.
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Contractor's List of Incomplete ltems: Prepare and submit a list of items to be
completed and corrected (Contractor's punch list), indicating the value of each item
on the list and reasons why the Work is incomplete.

Procedures Prior to Substantial Completion: Complete the following a minimum of 10
days prior to requesting inspection for determining date of Substantial Completion. List
items below that are incomplete at time of request.

1. Advise Owner of pending insurance changeover requirements.

2. Instruct Owner's personnel in operation, adjustment, and maintenance of
products, equipment, and systems.

3. Terminate and remove temporary facilities from Project site, along with
construction tools, and similar elements.

4, Complete final cleaning requirements, including touchup painting.

5. Touch up and otherwise repair and restore marred exposed finishes to eliminate
visual defects.
6. Clean roof and metal copings. Refer to Part 3 of this Specification.

Inspection: Submit a written request for inspection to determine Substantial Completion
a minimum of 10 days prior to date the work will be completed and ready for final
inspection and tests. On receipt of request, Architect will either proceed with
inspection or nofify Contractor of unfulfiled requirements. Architect will prepare the
Certificate of Substantial Completion after inspection or will notify Confractor of items,
either on Contractor's list or additional items identified by Architect, that must be
completed or corrected before certificate will be issued.

1. Reinspection: Request reinspection when the Work identified in previous
inspections as incomplete is completed or corrected. THE ARCHITECT WILL
PROVIDE ONLY ONE (1) SUBSTANTIAL COMPLETION INSPECTION. IF MORE
INSPECTIONS ARE REQUIRED DUE TO NO FAULT OF THE OWNER OR ARCHITECT THEN
THE OWNER SHALL DEDUCT FROM THE FINAL APPLICATION FOR PAYMENT ANY
COSTS ASSOCIATED WITH INSPECTIONS CONDUCTED PERSUANT TO THIS SECTION.
THE COST OF ADDITIONAL INSPECTIONS SHALL BE THE ARCHITECT'S HOURLY BILLING
RATE IN EFFECT AT THE TIME OF INSPECTION AND ANY REIMBURSABLE EXPENSES
(TRAVEL, REPRODUCTION, ETC.)

2. Results of completed inspection will form the basis of requirements for final
completion.

FINAL COMPLETION PROCEDURES

Submittals Prior to Final Completion: Before requesting final inspection for determining
final completion, complete the following:

1. Submit a final Application for Payment according to “General Conditions."

2. Cerfified List of Incomplete Items: Submit certified copy of Architect's Substantial
Completion inspection list of items to be completed or corrected (punch list),
endorsed and dated by Architect. Certified copy of the list shall state that each
item has been completed or otherwise resolved for acceptance.

3. Certificate of Insurance: Submit evidence of final, confinuing insurance
coverage complying with insurance requirements.
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Inspection: Submit a written request for final inspection to determine acceptance a
minimum of 10 days prior to date the work will be completed and ready for final
inspection and tests. On receipt of request, Architect will either proceed with
inspection or notify Contractor of unfulfilled requirements. Architect will prepare a final
Certificate for Payment after inspection or will notify Contractor of construction that
must be completed or corrected before certificate will be issued.

1. Reinspection: Request reinspection when the Work identified in previous
inspections as incomplete is completed or corrected. THE ARCHITECT WILL
PROVIDE ONLY ONE (1) FINAL COMPLETION INSPECTION. IF MORE INSPECTIONS
ARE REQUIRED DUE TO NO FAULT OF THE OWNER OR ARCHITECT THEN THE OWNER
SHALL DEDUCT FROM THE FINAL APPLICATION FOR PAYMENT ANY COSTS
ASSOCIATED WITH INSPECTIONS CONDUCTED PERSUANT TO THIS SECTION. THE
COST OF ADDITIONAL INSPECTIONS SHALL BE THE ARCHITECT'S HOURLY BILLING
RATE IN EFFECT AT THE TIME OF INSPECTION AND ANY REIMBURSABLE EXPENSES
(TRAVEL, REPRODUCTION, ETC.)

LIST OF INCOMPLETE ITEMS (PUNCH LIST)

Organization of List: Include name and idenftification of each space and area
affected by construction operations for incomplete items and items needing correction
including, if necessary, areas disturbed by Contractor that are outside the limits of

construction.

1. Include the following information atf the top of each page:

a. Project name.
b. Date.
C. Name of Architect.
d. Name of Confractor.
e. Page number.
2. Submit list of incomplete items in the following format:

a. Three paper copies, unless otherwise noted.

SUBMITTAL OF PROJECT WARRANTIES

Time of Submittal: Submit written warranties on request of Architect for designated
porfions of the Work where commencement of warranties other than date of
Substantial Completion is indicated, or when delay in submittal of warranties might limit
Owner's rights under warranty.

Organize warranty documents info an orderly sequence based on the table of
contents of Project Manual.

1. Bind warranties and bonds in heavy-duty, three-ring, vinyl-covered, loose-leaf

binders, thickness as necessary to accommodate contents, and sized to receive
8-1/2-by-11-inch (215-by-280-mm) paper.
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2. Provide heavy paper dividers with plastic-covered tabs for each separate
warranty. Mark tab to identify the product or installation. Provide a typed
description of the product or installation, including the name of the product and
the name, address, and telephone number of Installer.

3. Identify each binder on the front and spine with the typed or printed ftitle
"WARRANTIES," Project name, and name of Contractor.

Provide additional copies of each warranty to include in operation and maintenance
manuals.

PART 2 - PRODUCTS

2.1

A.

MATERIALS

Cleaning Agents: Use cleaning materials and agents recommended by manufacturer
or fabricator of the surface to be cleaned. Do not use cleaning agents that are
potentially hazardous to health or property or that might damage finished surfaces.

PART 3 - EXECUTION

3.1

A.

FINAL CLEANING

General: Perform final cleaning. Conduct cleaning and waste-removal operations to
comply with local laws and ordinances and Federal and local environmental and
antipollution regulations.

Cleaning: Employ experienced workers or professional cleaners for final cleaning.
Clean each surface or unit to condition expected in an average commercial building
cleaning and maintenance program. Comply with manufacturer's written instructions.

1. Complete the following cleaning operations before requesting inspection for
certification of Substantial Completion for entire Project or for a designated
portion of Project:

a. Clean Project site, yard, and grounds, in areas disturbed by construction
activities, including landscape development areas, of rubbish, waste
material, litter, and other foreign substances.

b. Sweep paved areas broom clean. Remove petrochemical spills, stains,
and other foreign deposits.

C. Rake grounds that are neither planted nor paved to a smooth, even-
textured surface.

d. Remove tools, construction equipment, machinery, and surplus material
from Project site.

e. Clean exposed exterior and interior hard-surfaced finishes to a dirt-free

condition, free of stains, fims, and similar foreign substances. Avoid
disturbing natfural weathering of exterior surfaces. Restore reflective
surfaces to their original condition.
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f. Remove debris and surface dust from limited access spaces, including
roofs, plenums, shafts, frenches, equipment vaults, manholes, attics, and
similar spaces.

g. Sweep concrete floors broom clean in unoccupied spaces.

h. Remove labels that are not permanent.

i. Wipe surfaces of mechanical and electrical equipment and similar
equipment. Remove excess lubrication, paint and mortar droppings, and
other foreign substances.

J- Leave Project clean and ready for occupancy.

k. Clean roof (including metal copings) to remove dirt, stains and debris prior
to requesting the Substantial Completion Inspection. Final Application for
Payment will not be released until the roof surface has been cleaned to a
degree that is satisfactory to both Owner and Architect.

Construction Waste Disposal: Comply with waste disposal requirements in
Section 015000 "Temporary Facilities and Conftrols." And Section 017419 "Construction
Waste Management and Disposal.”

REPAIR OF THE WORK

Complete repair and restoration operations before requesting inspection for
determination of Substantial Completion.

Repair or remove and replace defective construction. Repairing includes replacing
defective parts, refinishing damaged surfaces, fouching up with matching materials,
and properly adjusting operating equipment. Where damaged or worn items cannot
be repaired or restored, provide replacements. Remove and replace operating
components that cannot be repaired. Restore damaged construction and permanent
facilities used during construction to specified condition.

1. Remove and replace chipped, scratched, and broken glass, reflective surfaces,
and other damaged fransparent materials.

2. Touch up and otherwise repair and restore marred or exposed finishes and
surfaces. Replace finishes and surfaces that that already show evidence of
repair or restoration.

a. Do not paint over "UL" and other required labels and identification,
including mechanical and electrical nameplates. Remove paint applied
to required labels and idenfification.

3. Replace parts subject to operating conditions during construction that may
impede operation or reduce longevity.

END OF SECTION 017700
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SECTION 017839 - PROJECT RECORD DOCUMENTS

PART 1 - GENERAL

RELATED DOCUMENTS

Drawings and general provisions of the Contract, including General and
Supplementary Conditions and other Division 01 Specification Sections, apply to this
Section.

SUMMARY

Section includes administrafive and procedural requirements for project record
documents, including the following:

1. Record Drawings.
2. Record Specifications.

Related Requirements:

1. Section 017700 "Closeout Procedures" for general closeout procedures.

CLOSEOUT SUBMITTALS
Record Drawings: Comply with the following:
1. Number of Copies: Submit one set of marked-up record prints.

Record Specifications: Submit one paper copy of Project's Specifications, including
addenda and contract modifications.

PART 2 - PRODUCTS

2.1

A.

RECORD DRAWINGS

Record Prints: Maintain one set of marked-up paper copies of the Confract Drawings
and Shop Drawings, incorporating new and revised drawings as modifications are
issued.

1. Preparation: Mark record prints fo show the actual installation where installation
varies from that shown originally. Require individual or entity who obtained
record data, whether individual or entity is Installer, subcontractor, or similar
entity, to provide information for preparation of corresponding marked-up record
prints.
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a. Give particular attention to information on concealed elements that would
be difficult to identify or measure and record later.
b. Accurately record information in an acceptable drawing technigue.

C. Record data as soon as possible after obtaining it.

d. Record and check the markup before enclosing concealed installations.
2. Content: Types of items requiring marking include, but are not limited to, the

following:

a. Dimensional changes to Drawings.

b. Revisions to details shown on Drawings.

C. Actual equipment locatfions.

d. Changes made by Change Order or Construction Change Directive.

e. Changes made following Architect's written orders.

f. Details not on the original Contract Drawings.

g. Field records for variable and concealed conditions.

3. Mark the Contract Drawings and Shop Drawings completely and accurately. Use
personnel proficient at recording graphic information in production of marked-up
record prints.

4, Mark record sets with erasable, red-colored pencil. Use other colors to distinguish
between changes for different categories of the Work at same location.

5. Mark important additional information that was either shown schematically or
omitted from original Drawings.

6. Note Construction Change Directive numbers, alternate numbers, Change Order

numbers, and similar identification, where applicable.

RECORD SPECIFICATIONS

Preparation: Mark Specifications to indicate the actual product installation where
installation varies from that indicated in Specifications, addenda, and contract
modifications.

1. Give particular attention to information on concealed products and installations
that cannot be readily identified and recorded later.

2. Mark copy with the proprietary name and model number of products, materials,
and equipment furnished, including substitutions and product options selected.

3. Record the name of manufacturer, supplier, Installer, and other information
necessary fo provide a record of selections made.

4, For each principal product, indicate whether record Product Data has been

submitted in operation and maintenance manuals instead of submitted as record
Product Data.
5. Note related Change Orders and record Drawings where applicable.

Format: Submit record Specifications as marked-up paper copy of Specifications.
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PART 3 - EXECUTION

3.1

A.

RECORDING AND MAINTENANCE

Recording: Maintain one copy of each submittal during the construction period for
project record document purposes. Post changes and revisions to project record
documents as they occur; do not wait until end of Project.

Maintenance of Record Documents and Samples: Store record documents and
Samples in the field office apart from the Contract Documents used for construction.
Do not use project record documents for construction purposes. Maintain record
documents in good order and in a clean, dry, legible condition, protected from
deterioration and loss. Provide access to project record documents for Architect's
reference during normal working hours.

END OF SECTION 017839
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SECTION 061000 - ROUGH CARPENTRY

PART 1 - GENERAL

RELATED DOCUMENTS

Drawings and general provisions of the Contract, including General and
Supplementary Conditions and Division 01 Specification Sections, apply to this Section.
SUMMARY

Section Includes:

1. Rooftop equipment bases and support curbs.

2. Wood blocking, cants, and nailers.

Related Requirements:

1. Division 7 Section “Thermoplastic Polyolefin (TPO) Roofing.”

DEFINITIONS
Exposed Framing: Framing not concealed by other construction.

Dimension Lumber: Lumber of 2 inches nominal (38 mm actual) or greater but less than
5inches nominal (114 mm actual) in least dimension.

Lumber grading agencies, and the abbreviations used to reference them, include the
following:

NeLMA: Northeastern Lumber Manufacturers' Association.
NLGA: National Lumber Grades Authority.

RIS: Redwood Inspection Service.

SPIB: The Southern Pine Inspection Bureau.

WCLIB: West Coast Lumber Inspection Bureau.

WWPA: Western Wood Products Association.

AR

ACTION SUBMITTALS
Product Data: For each type of process and factory-fabricated product. Indicate

component materials and dimensions and include construction and application
details.
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1. Include data for wood-preservative treatment from chemical treatment
manufacturer and certification by freating plant that tfreated materials comply
with requirements. Indicate type of preservative used and net amount of
preservative retained.

2. For products receiving a waterborne treatment, include statement that moisture
content of treated materials was reduced to levels specified before shipment to
Project site.

3. Include copies of warranties from chemical treatment manufacturers for each

type of treatment.

DELIVERY, STORAGE, AND HANDLING

Stack lumber flat with spacers beneath and between each bundle to provide air
circulation. Protect lumber from weather by covering with waterproof sheeting,
securely anchored. Provide for air circulation around stacks and under coverings.

PART 2 - PRODUCTS

2.1

2.2

A.

WOOD PRODUCTS, GENERAL

Lumber: DOC PS 20 and applicable rules of grading agencies indicated. If no grading
agency is indicated, provide lumber that complies with the applicable rules of any
rules-writing agency certified by the ALSC Board of Review. Provide lumber graded by
an agency certified by the ALSC Board of Review fo inspect and grade lumber under
the rules indicated.

1. Factory mark each piece of lumber with grade stamp of grading agency.

2. Where nominal sizes are indicated, provide actual sizes required by DOC PS 20 for
moisture content specified. Where actual sizes are indicated, they are minimum
dressed sizes for dry lumber.

3. Provide dressed lumber, S$4S, unless otherwise indicated.

WOOD-PRESERVATIVE-TREATED LUMBER

Preservative Treatment by Pressure Process: AWPA UT; Use Category UC3b for exterior
construction not in contact with the ground.

1. Preservative Chemicals: Acceptable to authorities having jurisdiction and
containing no arsenic or chromium. Do not use inorganic boron (SBX) for sill
plates.

2. For exposed items indicated to receive a stained or natural finish, use chemical
formulations that do not require incising, contain colorants, bleed through, or
otherwise adversely affect finishes.

Kiln-dry lumber after freatment fo a maximum moisture content of 19 percent. Do not

use material that is warped or that does not comply with requirements for untreated
material.
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Mark lumber with treatment quality mark of an inspection agency approved by the
ALSC Board of Review.

Application: Treat items indicated on Drawings, and the following:

1. Wood cants, nailers, curbs, equipment support bases, blocking, stripping, and
similar members in connection with roofing, flashing, vapor barriers, and
waterproofing.

2. Wood sills, sleepers, and blocking, and similar concealed members in contact
with masonry or concrete.

MISCELLANEOUS LUMBER

General:  Provide miscellaneous lumber indicated and lumber for support or
attachment of other construction, including the following:

1. Blocking.

2. Nailers.

3. Rooftop equipment bases and support curbs.
4, Cants.

For items of dimension lumber size, provide Construction or No. 2 or any of the following
species:

Mixed southern pine; SPIB.
Western woods; WCLIB or WWPA.
Northern species; NLGA.

Eastern soffwoods; NeLMA.

robd =

For blocking and nailers used for attachment of other consfruction, select and cut
lumber to eliminate knots and other defects that will interfere with attachment of other
work.

FASTENERS

General: Provide fasteners of size and type indicated that comply with requirements
specified in this article for material and manufacture.

1. Where rough carpentry is exposed to weather, in ground contact, pressure-
preservative treated, or in area of high relative humidity, provide fasteners with
hot-dip zinc coating complying with ASTM A 153/A 153M.

Nails, Brads, and Staples: ASTM F 1667.

Power-Driven Fasteners: NES NER-272.

Wood Screws: ASME B18.6.1.
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Lag Bolts: ASME B18.2.1 (ASME B18.2.3.8M).

Bolts:  Steel bolts complying with ASTM A 307, Grade A (ASTM F 568M, Property
Class 4.6); with ASTM A 563 (ASTM A 563M) hex nuts and, where indicated, flat washers.

Expansion Anchors: Anchor bolt and sleeve assembly of material indicated below with
capability to sustain, without failure, a load equal to six times the load imposed when
installed in unit masonry assemblies and equal to four times the load imposed when
installed in concrete as determined by testing per ASTM E 488 conducted by a qualified
independent testing and inspecting agency.

1. Material:  Carbon-steel components, zinc plated to comply with ASTM B 633,
Class Fe/In 5.

MISCELLANEOUS MATERIALS

Adhesives for Gluing Furring and Sleepers to Concrete or Masonry: Formulation

complying with ASTM D 3498 that is approved for use indicated by adhesive

manufacturer.

1. Adhesives shall have a VOC content of 70 g/L or less when calculated according
to 40 CFR 59, Subpart D (EPA Method 24).

PART 3 - EXECUTION

3.1

A.

INSTALLATION, GENERAL

Setf rough carpentry to required levels and lines, with members plumb, true fo line, cut,
and fitted. Fif rough carpentry to other construction; scribe and cope as needed for
accurate fit. Locate furring, nailers, blocking, and similar supports to comply with
requirements for attaching other construction.

Framing Standard: Comply with AF&PA's WCD 1, "Details for Conventional Wood Frame
Construction," unless otherwise indicated.

Do not splice structural members between supports unless otherwise indicated.

Provide blocking and framing as indicated and as required to support facing materials,
fixtures, specialty items, and frim.

Sort and select lumber so that natural characteristics will not interfere with installation or
with fastening other materials to lumber. Do not use materials with defects that
interfere with function of member or pieces that are too small to use with minimum
number of joints or opfimum joint arrangement.

Comply with AWPA M4 for applying field treatment to cut surfaces of preservative-
freated lumber.
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Securely attach rough carpentry work to substrate by anchoring and fastening as
indicated, complying with the following:

1. NES NER-272 for power-driven fasteners.
2. Table 2304.9.1, "Fastening Schedule," in ICC's International Building Code.

Use steel common nails unless otherwise indicated. Select fasteners of size that will not
fully penetrate members where opposite side will be exposed to view or will receive
finish materials. Make tight connections between members. Install fasteners without
splitting wood. Drive nails snug but do not countersink nail heads unless otherwise
indicated.

For exposed work, arrange fasteners in straight rows parallel with edges of members,
with fasteners evenly spaced, and with adjacent rows staggered.

1. Comply with approved fastener patterns where applicable. Before fastening,
mark fastener locations, using a template made of sheet metal, plastic, or

cardboard.

2. Use finishing nails unless otherwise indicated. Countersink nail heads and fill holes
with wood filler.

3. Use common nails unless otherwise indicated. Drive nails snug but do not

countersink nail heads.

WOOD SLEEPER, BLOCKING, AND NAILER INSTALLATION

Install where indicated and where required for attaching other work. Form to shapes
indicated and cut as required for true line and level of attached work. Coordinate
locations with other work involved.

Attach items to substrates to support applied loading. Recess bolts and nuts flush with
surfaces unless otherwise indicated.

Where wood-preservative-treated lumber is installed adjacent to metal decking, install
contfinuous flexible flashing separator between wood and metal decking.

PROTECTION

Protect wood that has been treated with inorganic boron (SBX) from weather. |If,
despite protection, inorganic boron-tfreated wood becomes wet, apply EPA-registered
borate freatment. Apply borate solution by spraying to comply with EPA-registered
label.

Protect rough carpentry from weather. |If, despite protection, rough carpentry
becomes wet, apply EPA-registered borate freatment. Apply borate solution by
spraying to comply with EPA-registered label.

END OF SECTION 061000
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SECTION 075423 - THERMOPLASTIC POLYOLEFIN (TPO) ROOFING

PART 1 - GENERAL

RELATED DOCUMENTS

Drawings and general provisions of the Contract, including General and
Supplementary Conditions and Division 01 Specification Sections, apply to this Section.
SUMMARY

Section Includes:

Adhered thermoplastic polyolefin (TPO) roofing system.

Roof insulation.

Walkways.
Metal Coping and Fascia.

rOoODN =

Related Requirements:

1. Section 061000 "Rough Carpentry” for wood nailers, curbs, and blocking;

DEFINITIONS

Roofing Terminology: Definitions in ASTM D 1079 and glossary in NRCA's "The NRCA
Roofing and Waterproofing Manual" apply to work of this Section.

ACTION SUBMITTALS

Product Data: For each type of product.

Shop Drawings: For roofing system. Include plans, elevations, sections, details, and
aftachments to other work, including:

1. Base flashings and membrane terminations.

2. Tapered insulation, including slopes.

3 Roof plan showing orientation of steel roof deck and orientation of roofing,
fastening spacings, and patterns for mechanically fastened roofing.

4, Insulation fastening patterns for corner, perimeter, and field-of-roof locations.

Samples for Verification: For the following products:

1. Sheet roofing, of color required.
2. Walkway pads or rolls, of color required.
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INFORMATIONAL SUBMITTALS
Qualification Data: For Installer and manufacturer.

Manufacturer Certificates: Signed by roofing manufacturer certifying that roofing
system complies with requirements specified in "Performance Requirements" Article.

1. Submit evidence of compliance with performance requirements.

Product Test Reports: For components of roofing system, tests performed by
manufacturer and witnessed by a qualified testing agency.

Research/Evaluation Reports: For components of roofing system, from ICC-ES.
Field quality-control reports.

Sample Warranties: For manufacturer's special warranties.

CLOSEQUT SUBMITTALS

Maintenance Data: For roofing system to include in maintenance manuals.

QUALITY ASSURANCE

Manufacturer Qualifications: A qualified manufacturer that is UL listed and FM Global
approved for roofing system identical to that used for this Project. Manufacturer shall
have more than 20 years of experience manufacturing the products supplied.

Installer Qualifications: A qualified firm that is approved, authorized, or licensed by
roofing system manufacturer to install manufacturer's product and that is eligible to
receive manufacturer's special warranty.

DELIVERY, STORAGE, AND HANDLING

Deliver roofing materials to Project site in original containers with seals unbroken and
labeled with manufacturer's name, product brand name and type, date of
manufacture, approval or listing agency markings, and directions for storing and mixing
with other components.

Store liquid materials in their original undamaged containers in a clean, dry, protected
location and within the temperature range required by roofing system manufacturer.
Protect stored liquid material from direct sunlight.

1. Discard and legally dispose of liquid material that cannot be applied within its
stated shelf life.
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Protect roof insulation materials from physical damage and from deterioration by
sunlight, moisture, soiling, and other sources. Store in a dry location. Comply with
insulation manufacturer's written instructions for handling, storing, and protecting during
installation.

Handle and store roofing materials, and place equipment in a manner to avoid
permanent deflection of deck.

FIELD CONDITIONS

Weather Limitations: Proceed with installation only when existing and forecasted
weather condifions permit roofing system to be installed according to manufacturer's
written instructions and warranty requirements.

WARRANTY

Special Warranty: Manufacturer agrees to repair or replace components of roofing
system that fail in materials or workmanship within specified warranty period.

1. Special warranty includes roofing, base flashings, roof insulation, fasteners,
roofing accessories and other components of roofing system.
2. Warranty Period: 20 years from date of Substantial Completion.

Special Project Warranty: Submit roofing Installer's warranty, on warranty form at end of
this Section, signed by Installer, covering the Work of this Section, including all
components of roofing system such as roofing, base flashing, roof insulation, fasteners,
and walkway products, for the following warranty period:

1. Warranty Period: Two years from date of Substantial Completion.

PART 2 - PRODUCTS

2.1

A.

MANUFACTURERS

Manufacturers: Subject to compliance with requirements, provide products by one of
the following (no exceptions):

1. Carlisle SynTec Incorporated.
2. Firestone Building Products.

Source Limitations: Obtain components including roof insulation and fasteners for
roofing system from same manufacturer as membrane roofing.
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PERFORMANCE REQUIREMENTS

General Performance: Installed roofing and base flashings shall withstand specified
uplift pressures, thermally induced movement, and exposure to weather without failure
due to defective manufacture, fabrication, installation, or other defects in construction.
Roofing and base flashings shall remain watertight.

1. Accelerated Weathering: Roofing system shall withstand 2000 hours of exposure
when tested according fo ASTM G 152, ASTM G 154, or ASTM G 155.
2. Impact Resistance: Roofing system shall resist impact damage when tested

according to ASTM D 3746 or ASTM D 4272.

Material Compatibility: Roofing materials shall be compatible with one another and
adjacent materials under conditions of service and application required, as
demonstrated by roofing manufacturer based on testing and field experience.

Roofing System Design: Tested by a qualified testing agency to resist the following uplift
pressures:

1. Corner Uplift Pressure: 88.9 PSF.
2. Perimeter Uplift Pressure: 58.9 PSF.
3. Field-of-Roof Uplift Pressure: 35.3 PSF.

FM Global Listing: Roofing, base flashings, and component materials shall comply with
requirements in FM Global 4450 or FM Global 4470 as part of a built-up roofing system,
and shall be listed in FM Global's "RoofNav" for Class 1 or noncombustible construction,
as applicable. Identify materials with FM Global markings.

1. Fire/Windstorm Classification: Class 1A-90.
2. Hail-Resistance Rating: MH.

Solar Reflectance Index: Noft less than 78 when calculated according to ASTM E 1980,
based on testing identical products by a qualified testing agency.

Fabricate and install roof edge flashing and copings capable of resisting the following
forces according to recommendations in FMG Loss Prevention Data Sheet 1-49.

1. Wind Zone2: For velocity pressures of 31 to 45 Ibf/sqg. ft. (1.48 to 2.15 kPa): 90-
lbf/sq.ft. (4.31-kPa) perimeter uplift force, 120-Ibf/sq. ft. (5.74-kPa) corner uplift
force and 45-Ibf/sq. ft. (2.15-kPa) outward force.

ANSI/SPRI ES-1 certified edge metal is required on this project.
Thermal movements: Provide sheet metal flashing and trim that allows for thermal
movements from ambient and surface temperature changes.

1. Temperature Change (Range): 120 deg F (67 deg C), ambient; 180 deg F (100
deg C), material surfaces.
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TPO ROOFING

Fabric-Reinforced TPO Sheet: ASTM D 6878, internally fabric- or scrim-reinforced,
uniform, flexible TPO sheet.

1. Thickness: 60 mils (1.5 mm), nominal.
2. Exposed Face Color: White.
AUXILIARY ROOFING MATERIALS

General:  Auxiliary materials recommended by roofing system manufacturer for
infended use and compatible with roofing.

1. Liquid-type auxiliary materials shall comply with VOC limits of authorities having
jurisdiction.
2. Adhesives and sealants that are not on the exterior side of weather barrier shall

comply with the following limits for VOC content:

Plastic Foam Adhesives: 50 g/L.

Gypsum Board and Panel Adhesives: 50 g/L.
Multipurpose Construction Adhesives: 70 g/L.
Fiberglass Adhesives: 80 g/L.

Single-Ply Roof Membrane Adhesives: 250 g/L.
Single-Ply Roof Membrane Sealants: 450 g/L.
Nonmembrane Roof Sealants: 300 g/L.

Sealant Primers for Nonporous Substrates: 250 g/L.
Sealant Primers for Porous Substrates: 775 g/L.
Other Adhesives and Sealants: 250 g/L.

TTSQ™e00UTQ

Sheet Flashing: Manufacturer's standard unreinforced TPO sheet flashing, 55 mils (1.4
mm) thick, minimum, of same color as TPO sheet.

Bonding Adhesive: Manufacturer's standard, water based.

Slip Sheet: Manufacturer's standard, of thickness required for application.

Metal Termination Bars: Manufacturer's standard, predrilled stainless-steel or aluminum
bars, approximately 1 by 1/8 inch (25 by 3 mm) thick; with anchors.

Fasteners: Factory-coated steel fasteners and metal or plastic plates complying with
corrosion-resistance provisions in FM Global 4470, designed for fastening roofing to
substrate, and acceptable to roofing system manufacturer.

Miscellaneous Accessories: Provide pourable sealers, preformed cone and vent sheet

flashings, preformed inside and outside corner sheet flashings, T-joint covers, lap
sealants, termination reglets, and other accessories.
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ROOF INSULATION

General: Preformed roof insulation boards manufactured or approved by TPO roofing
manufacturer, selected from manufacturer's standard sizes suitable for application, of
thicknesses indicated and that produce FM Global-approved roof insulation.

Polyisocyanurate Board Insulation: ASTM C 1289, Type Il, Class 1, Grade 3 (25 PSI), felt or
glass-fioer mat facer on both major surfaces.

1. Manufacturers: Subject to compliance with requirements, available
manufacturers offering products that may be incorporated into the Work include,
but are not limited to, the following:

Atlas Roofing Corporation.
Carlisle SynTec Incorporated.
Dyplast Products.

Firestone Building Products.
Rmax, Inc.

Q000

Tapered Insulation: Provide factory-tapered insulation boards fabricated to slope of
1/8 inch per 12 inches (1:96) for insulation in field and crickets to slope of 1/2 inch per 12
inches (1:24) unless otherwise indicated.

Provide preformed saddles, crickets, tapered edge strips, and other insulation shapes
where indicated for sloping fo drain. Fabricate to slopes indicated.
INSULATION ACCESSORIES

General: Roof insulation accessories recommended by insulation manufacturer for
infended use and compatibility with roofing.

Insulation Adhesive: Insulafion manufacturer's recommended adhesive formulated to
aftach roof insulation to substrate or to another insulation layer as follows:

1. Bead-applied, low-rise, two-component urethane adhesive.
a. Beads or ribbons of adhesive to be placed at 12" o.c. for field of
insulation.
b. Beads orribbons of adhesive to be placed at 6" o.c. for perimeter.

WALKWAYS
Flexible Walkways: Factory-formed, nonporous, heavy-duty, slip-resisting, surface-

textured walkway rolls, approximately 3/16 inch (5 mm) thick and acceptable to
roofing system manufacturer.
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METAL FASCIA AND COPING

Metallic-Coated Steel Sheet: Restricted flatness steel sheet, metallic coated by the hot-
dip process and prepainted by the coil-coating process to comply with ASTM
A755/A755M.

1. Aluminum-Zinc Alloy-Coated Steel Sheet: 55% Aluminum and 45% zinc, ASTM
A792/A792M, Class Az50 coating designation, Grade 40 (Class AZM150 coating
designation, Grade 275); structural quality.

Thickness: 24 gauge.

Surface: Smooth and flat.

Exposed Coil-Coated Finish:

a. Two-coat fluoropolymer: AAMA 621. Fluoropolymer finish containing not
less than 70 percent PVDF resin by weight in color coat. Prepare, pretreat
and apply coating to exposed metal surfaces to comply with coating and
resin manufacturers’ written instructions.

AN

Color: Color shall be selected from the full line of manufacturer’s standard colors by
Architect.

STORMWATER SYSTEM — ALTERNATE NO. 1

Roof Drain: Provide Series J-21500-AE-22, S-1015, W-3000AE-42, Z-ZC-100-EA-C-R or
accepted equal, roof drain, cast iron body with adjustable extension, body outlet for
soil pipe gasket or “no hub” connection, gravel stop, flashing clamp, removable cast
iron dome, sump receiver and deck clamp.

Stormwater Pipe: Provide 6" diameter Schedule 40 PVC pipe. Wrap new PVC piping
with pipe insulation.

PART 3 - EXECUTION

3.1

A.

EXAMINATION

Examine substrates, areas, and conditions, with Installer present, for compliance with
requirements and other conditions affecting performance of the Work:

1. Verify that wood blocking, curbs, and nailers are securely anchored to roof deck
at penetrations and terminations and that nailers match thicknesses of insulation.

Proceed with installation only after unsatisfactory conditions have been corrected.
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PREPARATION

Clean substrate of dust, debris, moisture, and other substances detrimental to roofing
installation according to roofing system manufacturer's written instructions. Remove
sharp projections.

Prevent materials from entering and clogging roof drains and conductors and from
spilling or migrating onto surfaces of other construction. Remove roof-drain plugs when
no work is taking place or when rain is forecast.

Complete terminations and base flashings and provide temporary seals to prevent
water from entering completed sections of roofing system at the end of the workday or
when rain is forecast. Remove and discard temporary seals before beginning work on
adjoining roof.

INSULATION INSTALLATION

Coordinate installing roofing system components so insulation is not exposed to
precipitation or left exposed at the end of the workday.

Comply with roofing system and insulation manufacturer's written instructions for
installing roof insulation.

Install tapered insulation under area of roofing to conform to slopes indicated.

Install insulation under area of roofing to achieve required thickness. Where overall
insulation thickness is 2.7 inches (68 mm) or greater, install two or more layers with joints
of each succeeding layer staggered from joints of previous layer a minimum of é inches
(150 mm) in each direction.

1. Where installing composite and noncomposite insulation in two or more layers,
install noncomposite board insulation for bottom layer and intermediate layers, if
applicable, and install composite board insulation for top layer.

Trim surface of insulation where necessary at roof drains so completed surface is flush
and does noft restrict flow of water.

Install insulation with long joints of insulation in a continuous straight line with end joints
staggered between rows, abutting edges and ends between boards. Fill gaps
exceeding 1/4 inch (6 mm) with insulation.

1. Cut and fit insulation within 1/4 inch (6 mm) of nailers, projections, and
penetrations.

Adhered Insulation: Install each layer of insulation and adhere to substrate as follows:

1. Set each layer of insulation in ribbons of bead-applied insulation adhesive, firmly
pressing and maintaining insulation in place.
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2. Set each subsequent layer of insulation in ribbons of bead-applied insulation
adhesive, firmly pressing and maintaining insulation in place.

ADHERED MEMBRANE ROOFING INSTALLATION

Adhere roofing over area to receive roofing according to roofing system
manufacturer's written instructions. Unroll roofing and allow to relax before retaining.

Start installation of roofing in presence of roofing system manufacturer's technical
personnel.

Accurately align roofing, and maintain uniform side and end laps of minimum
dimensions required by manufacturer. Stagger end laps.

Bonding Adhesive: Apply to substrate and underside of roofing at rate required by
manufacturer, and allow to partially dry before installing roofing. Do not apply to splice
area of roofing.

In addition to adhering, mechanically fasten roofing securely at terminations,
penetrations, and perimeter of roofing.

Apply membrane roofing with side laps shingled with slope of roof deck where possible.
Seams: Clean seam areas, overlap roofing, and hot-air weld side and end laps of
roofing and sheet flashings according to manufacturer's written instructions, to ensure a

watertight seam installation.

1. Test lap edges with probe to verify seam weld continuity. Apply lap sealant to
seal cut edges of sheet.

2. Verify field strength of seams a minimum of twice daily, and repair sesam sample
areas.
3. Repair tears, voids, and lapped seams in roofing that do not comply with

requirements.
Spread sealant bed over deck-drain flange at roof drains, and securely seal roofing in
place with clamping ring.
BASE FLASHING INSTALLATION

Install sheet flashings and preformed flashing accessories, and adhere to substrates
according to roofing system manufacturer's written instructions.

Apply bonding adhesive to substrate and underside of sheet flashing at required rate,
and allow to partially dry. Do not apply to seam area of flashing.

Flash penetrations and field-formed inside and outside corners with cured or uncured
sheet flashing.
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Clean seam areas, overlap, and firmly roll sheet flashings into the adhesive. Hot-air
weld side and end laps to ensure a watertight seam installation.

Terminate and seal top of sheet flashings and mechanically anchor to substrate
through termination bars.

WALKWAY INSTALLATION

Flexible Walkways: Install walkway products in locations indicated. Heat weld fo
substrate or adhere walkway products to substrate with compatible adhesive
according to roofing system manufacturer's written instructions.

FIELD QUALITY CONTROL

Final Roof Inspection: Arrange for roofing system manufacturer's technical personnel to
inspect roofing installation on completion.

Repair or remove and replace components of roofing system where inspections
indicate that they do not comply with specified requirements.

Additional testing and inspecting, at Contractor's expense, will be performed to
determine if replaced or additional work complies with specified requirements.

PROTECTING AND CLEANING

Protect membrane roofing system from damage and wear during remainder of
construction period. When remaining construction does not affect or endanger
roofing, inspect roofing for deterioration and damage, describing its nature and extent
in a written report, with copies to Architect and Owner.

Correct deficiencies in or remove roofing system that does not comply with
requirements, repair substrates, and repair or reinstall roofing system to a condition free
of damage and deterioration at time of Substantial Completion and according to
warranty requirements.

Clean overspray and spillage from adjacent construction using cleaning agents and
procedures recommended by manufacturer of affected construction.

END OF SECTION 075423
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SECTION 079200 - JOINT SEALANTS

PART 1 - GENERAL

RELATED DOCUMENTS

Drawings and general provisions of the Contfract, including General and
Supplementary Conditions and Division 01 Specification Sections, apply to this Section.
SUMMARY

Section Includes:

1. Urethane joint sealants.

ACTION SUBMITTALS
Product Data: For each joint-sealant product indicated.

Samples for Initial Selection: Manufacturer's color charts consisting of strips of cured
sealants showing the full range of colors available for each product exposed to view.

Samples for Verification: For each kind and color of joint sealant required, provide
Samples with joint sealants in 1/2-inch- (13-mm-) wide joints formed between two 6-
inch- (150-mm-) long strips of material matching the appearance of exposed surfaces
adjacent to joint sealants.

Joint-Sealant Schedule: Include the following information:

1. Joint-sealant application, joint location, and designation.
2. Joint-sealant manufacturer and product name.

3. Joint-sealant formulation.

4, Joint-sealant color.

INFORMATIONAL SUBMITTALS

Qualification Data: For qualified Installer.
Product Certificates: For each kind of joint sealant and accessory, from manufacturer.

Sealant, Waterproofing, and Restoration Institute (SWRI) Validation Certificate:  For
each sealant specified to be validated by SWRI's Sealant Validation Program.

Product Test Reports: Based on evaluation of comprehensive tests performed by a
qualified testing agency, indicating that sealants comply with requirements.
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E.

Preconstruction Compatibility and Adhesion Test Reports: From sealant manufacturer,
indicating the following:

1. Materials forming joint substrates and joint-sealant backings have been tested for
compatibility and adhesion with joint sealants.
2. Interpretation of test results and written recommendations for primers and

substrate preparation needed for adhesion.
Field-Adhesion Test Reports: For each sealant application tested.

Warranties: Sample of special warranties.

QUALITY ASSURANCE

Installer Qualifications: Manufacturer's authorized representative who is trained and
approved for installation of units required for this Project.

Source Limitations: Obtain each kind of joint sealant from single source from single
manufacturer.

Product Testing: Test joint sealants using a qualified testing agency.

1. Testing Agency Quadlifications:  An independent testing agency qualified
according to ASTM C 1021 to conduct the testing indicated.
2. Test according fo SWRI's Sealant Validation Program for compliance with

requirements specified by reference to ASTM C 920 for adhesion and cohesion
under cyclic movement, adhesion-in-peel, and indentation hardness.

Preinstallation Conference: Conduct conference at Project site.

PROJECT CONDITIONS

Do not proceed with installation of joint sealants under the following conditions:

1. When ambient and substrate temperature conditions are outside limits permitted
by joint-sealant manufacturer or are below 40 deg F (5 deg C).

2. When joint substrates are wet.

3 Where joint widths are less than those allowed by joint-sealant manufacturer for

applications indicated.
4, Where contaminants capable of interfering with adhesion have not yet been
removed from joint substrates.

WARRANTY
Special Installer's Warranty: Manufacturer's standard form in which Installer agrees to
repair or replace joint sealants that do not comply with performance and other

requirements specified in this Section within specified warranty period.

1. Warranty Period: Two years from date of Substantial Completion.
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Special Manufacturer's Warranty: Manufacturer's standard form in which joint-sealant
manufacturer agrees to furnish joint sealants to repair or replace those that do not
comply with performance and other requirements specified in this Section within
specified warranty period.

1. Warranty Period: 20 years from date of Substantial Completion.

Special warranties specified in this arficle exclude deterioration or failure of joint
sealants from the following:

1. Movement of the structure caused by structural settlement or errors attributable
to design or construction resulting in stresses on the sealant exceeding sealant
manufacturer's written specifications for sealant elongation and compression.

2. Disintegration of joint substrates from natural causes exceeding design
specifications.

3. Mechanical damage caused by individuals, tools, or other outside agents.

4, Changes in sealant appearance caused by accumulation of dirt or other

atmospheric contaminants.

PART 2 - PRODUCTS

2.1

2.2

A.

MATERIALS, GENERAL

Compatibility: Provide joint sealants, backings, and other related materials that are
compatible with one another and with joint substrates under conditions of service and
application, as demonstrated by joint-sealant manufacturer, based on testing and field
experience.

VOC Content of Interior Sealants: Sealants and sealant primers used inside the
weatherproofing system shall comply with the following limits for VOC content when
calculated according to 40 CFR 59, Subpart D (EPA Method 24):

1. Architectural Sealants: 250 g/L.
2. Sealant Primers for Nonporous Substrates: 250 g/L.
3. Sealant Primers for Porous Substrates: 775 g/L.

Stain-Test-Response Characteristics: Where sealants are specified to be nonstaining to
porous substrafes, provide products that have undergone testing according to
ASTM C 1248 and have not stained porous joint substrates indicated for Project.

Colors of Exposed Joint Sealants: As selected by Architect from manufacturer's full
range.

URETHANE JOINT SEALANTS

Single-Component, Nonsag, Urethane Joint Sealant: ASTM C 920, Type S, Grade NS,
Class 25, for Use NT.
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2.4

1. Products: Subject to compliance with requirements, available products that may
be incorporated into the Work include, but are not limited to, the following:

BASF Building Systems; Sonoplastic NP1.

Bostik, Inc.; Chem-Calk 900.

Pecora Corporation; Dynatrol |-XL.

Sika Corporation, Construction Products Division; Sikaflex — 1a.
Tremco Incorporated; Dymonic.

o000

JOINT SEALANT BACKING

General: Provide sealant backings of material that are nonstaining; are compatible
with joint substrates, sealants, primers, and other joint fillers; and are approved for
applications indicated by sealant manufacturer based on field experience and
laboratory testing.

Cylindrical Sealant Backings: ASTM C 1330, Type C (closed-cell material with a surface
skin), and of size and density to control sealant depth and otherwise contribute to
producing optimum sealant performance.

Bond-Breaker Tape: Polyethylene tape or other plastic tape recommended by sealant
manufacturer for preventing sealant from adhering to rigid, inflexible joint-filler materials
or joint surfaces at back of joint. Provide self-adhesive tape where applicable.

MISCELLANEQOUS MATERIALS

Primer: Material recommended by joint-sealant manufacturer where required for
adhesion of sealant to joint substrates indicated, as determined from preconstruction
joint-sealant-substrate tests and field tests.

Cleaners for Nonporous Surfaces: Chemical cleaners acceptable to manufacturers of
sealants and sealant backing materials, free of oily residues or other substances
capable of staining or harming joint substrates and adjacent nonporous surfaces in any
way, and formulated to promote optimum adhesion of sealants to joint substrates.

Masking Tape: Nonstaining, nonabsorbent material compatible with joint sealants and
surfaces adjacent to joints.

PART 3 - EXECUTION

3.1

A.

EXAMINATION

Examine joints indicated to receive joint sealants, with Installer present, for compliance
with requirements for joint configuration, installation tolerances, and other conditions
affecting joint-sealant performance.

Proceed with installation only after unsatisfactory conditions have been corrected.
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3.2

3.3

PREPARATION

Surface Cleaning of Joints: Clean out joints immediately before installing joint sealants
to comply with joint-sealant manufacturer's written instructions and the following
requirements:

1. Remove all foreign material from joint substrates that could interfere with
adhesion of joint sealant, including dust, paints (except for permanent, protective
coatings tested and approved for sealant adhesion and compatibility by sealant
manufacturer), old joint sealants, oil, grease, waterproofing, water repellents,
water, surface dirt, and frost.

2. Clean porous joint substrate surfaces by brushing, grinding, mechanical abrading,
or a combination of these methods to produce a clean, sound substrate capable
of developing optimum bond with joint sealants. Remove loose particles
remaining after cleaning operations above by vacuuming or blowing out joints
with oil-free compressed air. Porous joint substrates include the following:

a. Concrete.
b. Masonry.
Joint  Priming: Prime joint substrates where recommended by joint-sealant

manufacturer or as indicated by preconstruction joint-sealant-substrate tests or prior
experience. Apply primer to comply with joint-sealant manufacturer's written
instructions. Confine primers to areas of joint-sealant bond; do not allow spillage or
migration onto adjoining surfaces.

Masking Tape: Use masking tape where required to prevent contact of sealant or
primer with adjoining surfaces that otherwise would be permanently stained or
damaged by such contact or by cleaning methods required to remove sealant smears.
Remove tape immediately after tooling without disturbing joint seal.

INSTALLATION OF JOINT SEALANTS

General: Comply with joint-sealant manufacturer's written installation instructions for
products and applications indicated, unless more stringent requirements apply.

Sealant Installation Standard: Comply with recommendations in ASTM C 1193 for use of
joint sealants as applicable to materials, applications, and conditions indicated.

Install sealant backings of kind indicated to support sealants during application and af
posifion required to produce cross-sectional shapes and depths of installed sealants
relative to joint widths that allow optimum sealant movement capability.

1. Do not leave gaps between ends of sealant backings.

2. Do not stretch, twist, puncture, or tear sealant backings.

3 Remove absorbent sealant backings that have become wet before sealant
application and replace them with dry materials.

Install bond-breaker tape behind sealants where sealant backings are not used
between sealants and backs of joints.
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3.4

3.5

3.6

Install sealants using proven techniques that comply with the following and at the same
time backings are installed:

1. Place sealants so they directly contact and fully wet joint substrates.

2. Completely fill recesses in each joint configuration.

3 Produce uniform, cross-sectional shapes and depths relative to joint widths that
allow optimum sealant movement capability.

Tooling of Nonsag Sealants: Immediately after sealant application and before skinning
or curing begins, tool sealants according to requirements specified in subparagraphs
below to form smooth, uniform beads of configuration indicated; to eliminate air
pockets; and to ensure contact and adhesion of sealant with sides of joint.

1. Remove excess sealant from surfaces adjacent to joints.

2. Use tooling agents that are approved in writing by sealant manufacturer and that
do not discolor sealants or adjacent surfaces.

3. Provide concave joint profile per Figure 8A in ASTM C 1193, unless otherwise
indicated.

CLEANING

Clean off excess sealant or sealant smears adjacent o joints as the Work progresses by
methods and with cleaning materials approved in writing by manufacturers of joint
sealants and of products in which joints occur.

PROTECTION

Protect joint sealants during and after curing period from contact with contaminating
substances and from damage resulting from construction operations or other causes so
sealants are without deterioration or damage at fime of Substantial Completion. If,
despite such protection, damage or deterioration occurs, cut out and remove
damaged or deteriorated joint sealants immediately so installations with repaired areas
are indistinguishable from original work.

JOINT-SEALANT SCHEDULE

Joint-Sealant Application: Exterior joints in existing coping stones.

1. Silicone Joint Sealant: Single component, nonsag, Class 25.

END OF SECTION 07920
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SECTION 099113 - EXTERIOR PAINTING

PART 1 - GENERAL

RELATED DOCUMENTS

Drawings and general provisions of the Contract, including General and
Supplementary Conditions and Division 01 Specification Sections, apply to this Section.
SUMMARY

Section includes surface preparation and the application of paint systems on the
following exterior substrates:

1. Steel.

ACTION SUBMITTALS

Product Data: For each type of product. Include preparation requirements and
application instructions.

Color Chips: Submit color chips of manufacturer's complete range of colors for each
paint type for Architect’s review and selection.
DELIVERY, STORAGE, AND HANDLING

Store materials not in use in tightly covered containers in well-ventilated areas with
ambient temperatures continuously maintained at not less than 45 deg F (7 deg C).

1. Maintain containers in clean condition, free of foreign materials and residue.
2. Remove rags and waste from storage areas daily.
FIELD CONDITIONS

Apply paints only when temperature of surfaces to be painted and ambient air
temperatures are between 50 and 95 deg F (10 and 35 deg C).

Do not apply paints in snow, rain, fog, or mist; when relative humidity exceeds 85

percent; at temperatures less than 5 deg F (3 deg C) above the dew point; or fo damp
or weft surfaces.
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PART 2 - PRODUCTS

2.1

2.2

A.

MANUFACTURERS

Manufacturers: Subject to compliance with requirements, available manufacturers
offering products that may be incorporated into the Work include, but are not limited
to, the following:

Benjamin Moore & Co.

Davis Paint Company.

Duron, Inc.

PPG Architectural Finishes, Inc.
Sherwin-Williams Company (The).

aorwN -

PAINT, GENERAL
Material Compatibility:

1. Provide materials for use within each paint system that are compatible with one
another and substrates indicated, under conditions of service and application as
demonstrated by manufacturer, based on testing and field experience.

2. For each coat in a paint system, provide products recommended in writing by
manufacturers of topcoat for use in paint system and on substrate indicated.

Colors: As selected by Architect from manufacturer's full range.

PART 3 - EXECUTION

3.1

A.

EXAMINATION
Examine substrates and conditions, with Applicator present, for compliance with
requirements for maximum moisture content and other conditions affecting

performance of the Work.

Verify suitability of substrates, including surface conditions and compatibility with
existing finishes and primers.

Proceed with coating application only after unsatisfactory conditions have been
corrected.

1. Application of coating indicates acceptance of surfaces and conditions.
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PREPARATION

Comply with manufacturer's written instructions and recommendations in "MPI Manual”
applicable to substrates and paint systems indicated.

Clean substrates of substances that could impair bond of paints, including dust, dirt, oil,
grease, and incompatible paints and encapsulants.

1. Remove incompatible primers and reprime substrate with compatible primers or
apply tie coat as required to produce paint systems indicated.

Steel Substrates (Roof Hatch): Remove rust, loose mill scale, and shop primer if any.
Clean using methods recommended in writing by paint manufacturer.

1. SSPC-SP 3, "Power Tool Cleaning."

Shop-Primed Steel Substrates: Clean field welds, bolted connections, and abraded
areas of shop paint, and paint exposed areas with the same material as used for shop
priming to comply with SSPC-PA 1 for touching up shop-primed surfaces.

APPLICATION

Apply paints according to manufacturer's written instructions.

Apply paints to produce surface films without cloudiness, spotting, holidays, laps, brush
marks, roller tracking, runs, sags, ropiness, or other surface imperfections. Cut in sharp
lines and color breaks.

CLEANING AND PROTECTION

At end of each workday, remove rubbish, empty cans, rags, and other discarded
materials from Project site.

After completing paint application, clean spattered surfaces. Remove spattered
paints by washing, scraping, or other methods. Do not scratch or damage adjacent
finished surfaces.

Protect work of other frades against damage from paint application. Correct damage
to work of other trades by cleaning, repairing, replacing, and refinishing, as approved
by Architect, and leave in an undamaged condition.

At completion of construction activities of other frades, touch up and restore damaged
or defaced painted surfaces.
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3.5 EXTERIOR PAINTING SCHEDULE

A. Existing Ferrous Steel Substrates: Gloss Direct to Metal Alkyd Enamel Finish: 2 coats over
existing finish with total DFT not less than 5.0 mils.

1. Prime Coat: Lead-free alkyd base primer. Prime damaged surfaces.
a. Benjamin Moore: 726 Allyd Primer
b Duron: Dura Clad Alkyd Primer
C. PPG: Seal Grip Alkyd Primer
d S-W: PrepRite Quick Seal Alkyd Primer

2. First and Second Coats: Alkyd Gloss Enamel.
a. Benjamin Moore: 726 Alkyd Enamel

b Duron: Dura Clad Alkyd Enamel

C. PPG: PrepRite Alkyd Enamel

d S-W: Pro Industrial Alkyd Enamel.
END OF SECTION 099113
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